CAMBRIA

Cambria
Environmental
Technology, nc.

270 Perkins Street
Sonoma, CA 95476
Tel (707) 935-4850
Fax (707) 935-664%

June 14, 2005

Mr. CIiff Ives

Sonoma County Department of Health Services
475 Aviation Boulevard, Suite 220

Santa Rosa, California 95403

Re:  Groundwater Monitoring and Remediation Report — Second Quarter 2005
Shell-branded Service Station
5060 Redwood Drive
Rohnert Park, California
SAP Code 135827
Incident No. 98995885
SCDHS-EHD Site No. 00002745

Dear Mr. Ives:

Cambria Environmental Technology, Inc. (Cambria) prepared this report on behalf of Equilon
Enterprises LLC dba Shell Oil Products US (Shell} in accordance with the quarterly reporting
requirements of 23 CCR 2652d.

HISTORICAL REMEDIATION SUMMARY

Periodic groundwater extraction (GWE) from wells S-1, S-3, and S-9 was used as an interim
remedial measure from June 2001 through December 2001. Periodic GWE was implemented
again in wells 8-1, -3, S-9, and EW-3 during January and February 2003. The program
removed a total of 19,321 gallons of groundwater, which corresponds to the removal of an
estimated 4.64 pounds of methyl tertiary butyl ether (MTBE). Removal totals for total petroleum
hydrocarbons as gasoline and benzene were not calculated since these constituents were not
detected in samples collected throughout the periodic GWE program.

SECOND QUARTER 2005 ACTIVITIES

Groundwater Monitoring: Blaine Tech Services, Inc. (Blaine) of San Jose, California gauged
and sampled all site wells and prepared a summary table of field gauging and laboratory
analytical data. Cambria prepared a site vicinity/well location map (Figure 1) and a groundwater
contour/chemical concentration map (Figure 2). Blaine’s report, presenting the laboratory report,
is included as Appendix A.

Groundwater Remediation: Discharge limitations were not exceeded during the reporting
period. Analytical results for the influent, midfluent, and cffluent streams are presented in



CAMBRIA

Table 1 and laboratory reports for the GWE system samples are included in Appendix B. System
flow data and constituent mass removal calculations are presenied in Table 2. Removal rate and
cumulative volume removed for MTBE are summarized on Figure 3.

ANTICIPATED THIRD QUARTER 2005 ACTIVITIES

Blaine will gauge and sample the site wells according to the existing sampling schedule and will

tabulate the data. Cambria will continue to operate the GWE system and will prepare a

groundwater monitoring and remediation report. Cambria will perform domestic well sampling
e activities and will report the results to the Sonoma County Department of Health Services.

CLOSING

If you have any questions regarding the contents of this document, please call Mike Murphy at
(707) 933-2367.

Sincerely,
Cambria Environmental Technology, inc.

M . /{,( .__c-._,$
Mike Murphy
Project Manager

oe W, Neely, PG
Senior Project Geologist
PG 6927

0989 2
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Attachments:

Table 1.
Table 2.

Figure 1.
Figure 2.
Figure 3.

Appendix A.
Appendix B.

Groundwater Extraction System Analytical Results
Groundwater Extraction Mass Removal Data

Site Vicinity/Well Location Map
Groundwater Contour/Chemical Concentration Map
GWE System Influent MTBE Concentration and MTBE Mass Removed

Blaine Tech Services, Inc., Groundwater Monitoring Report
Groundwater Extraction System Certified Analytical Reports

G cc.  Mr. Denis Brown, Shell

Mr. Luis Rivera, Regional Water Quality Control Board

0989
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EXPLANATION

Groundwater monitoring well

Groundwater extraction well
Product dispenser number

Groundwater elevation contour in feet
referenced to mean sea level (ft msl).
Arrows indicate approximate groundwater
flow direction.

84.99 Groundwater elevation in ft msl
(<0.50) Benzene concentration in parts per billion {ppb)
(520) MTBE concentration in ppb
<X Not detected at reporting limit x
NA Not analyzed

Extraction wells were not used in contouring to better demonstrate
hydraulic control. Wells were guaged on April 6, 2005. Sampling
took place on April 6 and 7, 2005.

Approximate hydraulic gradient = 0.007
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CAMBRIA

Shell-branded Service Station

5060 Redwood Drive
Rohnert Park, California

April 6, 2005
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Appendix A

Blaine Tech Services, Inc.
Groundwater Monitoring Report



BLAINE

TECH SERVICES e

GROUNDWATER SAMPLING SPECIALISTS
SINCE 1985

April 29, 2005

Denis Brown

Shell Oil Products US

20945 South Wilmington Avenue
Carson, CA 90810

Second Quarter 2005 Groundwater Monitoring at
Shell-branded Service Station

5060 Redwood Drive

Rohnert Park, CA

Monitoring performed on April 6, 2005

Groundwater Monitoring Report 050406-BS-1

This report covers the routine monitoring of groundwater wells at this Shell-branded facility. In
accordance with standard procedures that conform to Regional Water Quality Control Board
requirements, routine field data collection includes depth to water, total well depth, thickness of
any separate immiscible layer, water column volume, calculated purge volume (if applicable),
elapsed evacuation time (if applicable), total volume of water removed (if applicable), and
standard water parameter instrument readings. Sample material is collected, contained, stored,
and transported to the laboratory in conformance with EPA standards. Purgewater (if applicable)
is, likewise, collected and transported to the Martinez Refining Company.

Basic field information is presented alongside analytical values excerpted from the laboratory
report in the cumulative table of WELL CONCENTRATIONS. The full analytical report for
the most recent samples and the field data sheets are attached to this report.

At a minimum, Blaine Tech Services, Inc. field personnel are certified on completion of a forty-
hour Hazardous Materials and Emergency Response training course per 29 CFR 1910.120. Field
personnel are also enrolled in annual eight-hour refresher courses.

SAN JOSE SACRAMENTO LOS ANGELES SAN DIEGO
1680 ROGERS AVENUE  SAN JOSE, CA 95112-1105 (408) 573-0555 FAX {408) 573-7771 LIC. 746684 www.blainetech.com



Blaine Tech Services, Inc. conducts sampling and documentation assignments of this type as an
independent third party. Our activities at this site consisted of objective data and sample
collection only. No interpretation of analytical results, defining of hydrological conditions or
formulation of recommendations was performed.

Please call if you have any questions.

Yours truly,

Josh Kerns
Project Coordinator

JK/cl

attachments: Cumulative Table of WELL CONCENTRATIONS
Certified Analytical Report
Field Data Sheets

cc: Mike Murphy
Cambria Environmental Technology, Inc.
P.O. Box 259
Sonoma, CA 95476-0259



WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-1 7/5/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.73 6.43 88.30
S-1 7/7/2000 <5,000 NA <50.0 | <50.0 | <50.0 | <50.0 [ 112,000 | 116,000 NA NA NA NA NA NA NA 94.73 6.44 88.29
S-1 10/10/2000 | <5,000 NA <50.0 | <50.0 | <50.0 | <50.0 | 101,000 | 91,400 |<2,000{ <2,000 | <2,000 | <100,000 NA NA NA 94.73 7.07 87.66
S-1 1/2/2001 <10,000 NA <100 <100 <100 <100 | 46,700 | 57,700 [<2,000| <2,000 | <2,000 | <40,000 NA NA NA 94.73 5.94 88.79
S-1 6/21/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 24,000 [ <5.0 <5.0 6.9 6,500 NA NA NA 94.73 6.76 87.97
S-1 8/28/2001 <5,000 NA <50 <50 <50 <50 NA 27,000 <50 <50 <50 4,700 NA NA <500 94.73 7.07 87.66
S-1 10/22/2001 | <5,000 NA <50 <50 <50 <50 NA 29,000 [ <50 <50 <50 5,800 NA NA <500 94.73 7.48 87.25
S-1 1/2/2002 <5,000 NA <50 <50 <50 <50 NA 17,000 <50 <50 <50 7,800 NA NA <500 94.73 3.82 90.91
S-1 5/2/2002 <2,000 <50 <20 <20 <20 <20 NA 12,000 | <20 <20 <20 6,800 <20 <20 NA 94.82 5.70 89.12
S-1 7/8/2002 <5,000 <50 a <50 <50 <50 <50 NA 15,000 <50 <50 <50 4,700 <50 <50 NA 94.82 6.59 88.23
S-1 10/1/2002 | <2,000 | <50 a <20 <20 <20 <20 NA 11,000 | <20 <20 <20 1,000 <20 <20 NA 94.82 6.61 88.21
S-1 1/7/2003 <1,000 <50 a <10 <10 <10 <10 NA 4,900 <10 <10 <10 5,000 <10 <10 NA 94.82 4.95 89.87
S-1 4/3/2003 <200 <50 a <1.5 <1.5 <1.5 <1.5 NA 500 <2.0 <2.0 <2.0 150 <2.0 <2.0 NA 94.82 5.70 89.12
S-1 7/16/2003 <1,000 <50 a <10 <10 <10 <20 NA 1,300 <40 <40 <40 690 <10 <10 NA 94.82 13.79 81.03
S-1 10/1/2003 | <1,000 | 62 a,b <10 <10 <10 <20 NA 1,400 NA NA <40 550 NA NA NA 94.82 12.31 82.51
S-1 1/13/2004 <1,000 <50 a <10 <10 <10 <20 NA 1,700 NA NA <40 260 NA NA NA 94.82 5.48 89.34
S-1 4/6/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 100 NA NA <2.0 210 NA NA NA 94.82 6.21 88.61
S-1 7/7/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 520 <10 <10 <10 340 NA NA NA 94.82 9.83 84.99
S-1 10/14/2004 <50 71ab | <0.50 | <0.50 [ <0.50 <1.0 NA 170 NA NA <2.0 590 NA NA NA 94.82 9.35 85.47
S-1 1/18/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 100 NA NA <2.0 75 NA NA NA 94.82 7.99 86.83
S-1 4/6/005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 47 NA NA <2.0 150 NA NA NA 94.82 5.89 88.93
S-2 7/5/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.76 7.40 88.36
S-2 7/7/2000 <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 677 553 NA NA NA NA NA NA NA 95.76 7.45 88.31
S-2 10/10/2000 | <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 783 1,090 | <20.0 | <20.0 | <20.0 | <1,000 NA NA NA 95.76 7.53 88.23
S-2 1/2/2001 <500 NA <5.00 | <5.00 | <5.00 | <5.00 1,450 1,520 <100 | <100 | <100 <2,000 NA NA NA 95.76 7.33 88.43
S-2 6/21/2001 <200 NA <2.0 <2.0 <2.0 <2.0 NA 550 <2.0 <2.0 <2.0 48 NA NA NA 95.76 7.77 87.99
S-2 8/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 81 <2.0 <2.0 <2.0 <50 NA NA <500 95.76 8.16 87.60
S-2 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 94 <2.0 <2.0 <2.0 <50 NA NA <500 95.76 8.54 87.22
S-2 1/2/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 490 <2.0 <2.0 <2.0 <50 NA NA <500 95.76 4.95 90.81
S-2 5/2/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 9.4 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 6.76 89.09
S-2 7/8/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 47 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 7.52 88.33
S-2 10/1/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 29 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 7.67 88.18
S-2 1/7/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 270 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 5.98 89.87
S-2 4/3/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 8.0 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 6.75 89.10
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive
Rohnert Park, CA

MTBE | MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME | TBA 1,2-DCA  EDB | Ethanol TOC Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
s2 | 762003 | <50 | <50a | <050 | <050 [ <050 | <1.0 | NA 13 | <20 | <20 | <20 | <50 <050 | <050| NA | 9585 | 1246 83.39
s2 | 10172003 | <50 | <50a [ <0.50 | <0.50 [ <0.50 | <1.0 | NA 25 NA | NA | <20 | <50 NA NA NA | 9585 | 11.91 83.94
s2 | 1132004 | <50 | 53ab [ <050 | <050 [ <050 | <1.0 | NA 1.1 NA | NA | <20 | <50 NA NA NA | 9585 | 6.19 89.66
S2 | 4/6/2004 <50 | <50a [ <0.50 | <0.50 [ <0.50 | <1.0 | NA 1.2 NA | NA | <20 | <50 NA NA NA | 9585 | 7.02 88.83
S-2 71712004 <50 | <50a [ <050 | <050 | <050 | <1.0 | NA 069 | <20 | <o | <20 | <50 NA NA NA | 9585 | 10.00 85.85
s-2 | 101412004 | <50 | <50a [ <0.50 | <0.50 | <050 [ <1.0 | NA [ <050 | NA | NA [ <20 [ <50 NA NA NA | 9585 | 974 86.11
s2 | 1182005 | <50 | <s0a [ <050 | <050 [ <050 | <1.0 | NA 085 [ NA | NA | <20 | <50 NA NA NA | 9585 | 750 88.35
S-2 4/6/2005 | <50 <50 | <0.50 | <0.50 | <0.50 | <1.0 | NA 062 | NA | NA | <20 | <50 NA NA NA | 9585 | 6.62 89.23
s-3 7/5/2000 NA NA NA NA NA NA NA NA | NA | NA | NA NA NA NA NA | 9449 | 632 88.17
S-3 71712000 | <2,000 | NA | <200 | <200 | <20.0 | <20.0 | 30,100 | 25200 | NA | NA [ NA NA NA NA NA | 9449 | 633 88.16
s-3 | 101012000 | <2500 [ NA [ <250 | <250 [ <25.0 | <25.0 | 36,300 | 34,600 | <500 | <500 [ <500 [ <25,000 NA NA NA | 9449 | 7.00 87.49
s-3 1/2/2001 | <10,000] NA | <100 | <100 | <100 | <100 | 35,100 | 38,300 |<2,000{<2,000] <2,000]| <40,000 NA NA NA | 9449 | 579 88.70
s-3 | 6212001 | <5000 [ NA [ <50 | <50 [ <50 74 NA [ 48000 | <50 | <50 | <50 | 13,000 NA NA NA | 9449 | 7.6 87.43
s-3 | 882001 | <5000 | NA | <50 | <50 | <50 [ <50 NA [ 40,000 [ <50 | <50 | <50 | 13,000 NA NA | <500 | 9449 | 681 87.68
s-3 | 1012212001 [ <20,000 [ NA [ <200 | <200 [ <200 | <200 | NA | 46,000 | <200 | <200 [ <200 [ 15,000 NA NA | <2000 | 9449 | 7.26 87.23
S-3 1/2/2002 | <10,000] NA | <100 | <100 | <100 | <100 | NA | 50,000 [ <100 [ <100 | <100 | 6,900 NA NA | <1000 | 9449 | 425 90.24
s-3 5/2/2002 | <20,000 [ <50 [ <200 | <200 [ <200 | <200 | NA | 75,000 | <200 | <200 [ <200 [ 18,000 [ <200 [ <200 | NA | 9458 | 585 88.73
s-3 7/8/2002 NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9458 | 676 87.82
s-3 7/9/2002 | <20,000 | <50a [ <200 | <200 [ <200 | <200 | NA | 84,000 | <200 | <200 [ <200 [ 15000 [ <200 [ <200 | NA | 94.58 NA NA
s-3 | 101172002 | <20,000| <50a | <200 | <200 | <200 | <200 | NA | 79,000 | <200 | <200 [ <200 [ 16,000 [ <200 [ <200 | NA | 9458 | 645 88.13
s-3 1/7/2003 | <20,000 | <50a | <200 | <200 | <200 | <200 [ NA | 78,000 [ <200 [ <200 | <200 | 11,000 | <200 | <200 [ NA [ 9458 | 500 89.58
s-3 | 4132003 | <20,000| <50a | <200 | <200 | <200 | <200 | NA | 75000 | <200 | <200 [ <200 | 6,400 <200 | <200 | NA | 9458] 622 88.36
s-3 | 7/16/2003 | <50,000| <50a | <500 | <500 [ <500 | <1,000] NA |110,000]<2,000| <2,000[<2,000| 14,000 [ <500 [ <500 | NA | 9458 | 12.10 82.48
s-3 | 101172003 | <25000| <50a | <250 | <250 | <250 | <500 | NA | 80000 NA | NA [<1000] 10,000 NA NA NA | 9458 | 1168 82.90
s-3 | 1/13/2004 | <50,000 | 70ab | <500 | <500 [ <500 | <1,000] NA | 64000 NA | NA [<2000[ 8500 NA NA NA | 9458 | 6.48 88.10
s3 | 4/6/2004 NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9458 | 7.01 86.67
s-3 | 4172004 | <50,000| <50a [ <500 | <500 | <500 [ <1,000] NA [ 40,000| NA | NA [<2000| <5000 NA NA NA | 9458 NA NA
) 71712004 | <25000 | 70ab | <250 | <250 | <250 | <500 | NA | 40,000 |<1,000] <1,000] <1,000[ 2,700 NA NA NA | 9458 | 953 85.05
S-3 | 1011412004 | <25,000 [ 68ab | <250 | <250 [ <250 | <500 | NA | 32,000 NA | NA [<1000[ 5800 NA NA NA | 9458 | 9.20 85.38
s3 | 1182005 | NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9458 | 795 86.63
s-3 | 11912005 | <25000| <50a | <250 | <250 [ <250 | <500 | NA | 33000 NA | NA [<1000[ 3900 NA NA NA | 9458 NA NA
s-3 4/6/2005 | <25,000| <50 | <250 | <250 | <250 | <500 | NA | 18,000 | NA | NA |<1,000| 9,700 NA NA NA | 9458 | 7.05 87.53
S-4 7/5/2000 NA NA [ NaA | NA [ Na [ Na | NA NA | NA | Na | NA | NA NA NA NA | 9491 | 6.81 88.10
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-4 7/7/2000 <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 | 3,470 4,030 NA NA NA NA NA NA NA 94.91 6.80 88.11
S-4 10/10/2000 | <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 | 2,600 3,370 | <40.0 | <40.0 | <40.0 [ <2,000 NA NA NA 94.91 7.86 87.05
S-4 1/2/2001 <500 NA <5.00 | <5.00 | <5.00 | <5.00 1,580 2,240 <100 | <100 | <100 <2,000 NA NA NA 94.91 6.61 88.30
S-4 6/21/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 2,200 <5.0 <5.0 <5.0 110 NA NA NA 94.91 7.15 87.76
S-4 8/28/2001 <1,000 NA <10 <10 <10 <10 NA 5,400 <10 <10 <10 240 NA NA <500 94.91 7.41 87.50
S-4 10/22/2001 | <2,000 NA <20 <20 <20 <20 NA 7,500 <20 <20 <20 250 NA NA <500 94.91 7.75 87.16
S-4 1/2/2002 <500 NA <5.0 <5.0 <5.0 <5.0 NA 2,900 <5.0 <5.0 5.3 140 NA NA <500 94.91 4.80 90.11
S-4 5/2/2002 <1,000 <50 <10 <10 <10 <10 NA 4,600 <10 <10 <10 400 <10 <10 NA 95.00 6.70 88.30
S-4 7/8/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.00 6.90 88.10
S-4 7/9/2002 <1,000 | <50a <10 <10 <10 <10 NA 5,700 <10 <10 <10 100 <10 <10 NA 95.00 NA NA
S-4 10/1/2002 <2,000 <50 a <20 <20 <20 <20 NA 7,400 <20 <20 <20 <200 <20 <20 NA 95.00 7.05 87.95
S-4 1/7/2003 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 3,000 <5.0 <5.0 <5.0 <50 <5.0 <5.0 NA 95.00 5.35 89.65
S-4 4/3/2003 <2,500 <50 a <25 <25 <25 <25 NA 9,900 <25 <25 <25 <250 <25 <25 NA 95.00 6.26 88.74
S-4 7/16/2003 [ <10,000 | <50 a <100 <100 <100 <200 NA 32,000 [ <400 [ <400 | <400 [ <1,000 <100 <100 NA 95.00 10.36 84.64
S-4 10/1/2003 | <10,000 | <50 a <100 <100 <100 <200 NA 750 NA NA <400 <1,000 NA NA NA 95.00 10.65 84.35
S-4 1/13/2004 | <5,000 | <57 a <50 <50 <50 <100 NA 5,200 NA NA <200 <500 NA NA NA 95.00 6.56 88.44
S-4 4/6/2004 <1,000 <50 a <10 <10 <10 <20 NA 1,500 NA NA <40 1,000 NA NA NA 95.00 6.73 88.27
S-4 7/7/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 660 <10 <10 <10 270 NA NA NA 95.00 8.46 86.54
S-4 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA <2.0 340 NA NA NA 95.00 8.63 86.37
S-4 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.00 6.55 88.45
S-4 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA <2.0 320 NA NA NA 95.00 NA NA
S-4 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 91 NA NA <2.0 81 NA NA NA 95.00 6.22 88.78
S-5 7/5/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.75 6.37 88.38
S-5 7/7/2000 <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 | 1,160 878 NA NA NA NA NA NA NA 94.75 6.43 88.32
S-5 10/10/2000 | <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 288 281 <4.00 | <4.00 | <4.00 <200 NA NA NA 94.75 6.90 87.85
S-5 1/2/2001 <500 NA <5.00 | <5.00 | <5.00 | <5.00 2,670 3,520 <100 | <100 | <100 <2,000 NA NA NA 94.75 6.29 88.46
S-5 6/21/2001 <250 NA <2.5 <2.5 <2.5 <2.5 NA 1,100 <2.5 <2.5 <2.5 <25 NA NA NA 94.75 6.71 88.04
S-5 8/28/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 850 <5.0 <5.0 <5.0 <50 NA NA <500 94.75 7.11 87.64
S-5 10/22/2001 <200 NA <2.0 <2.0 <2.0 <2.0 NA 1,000 <2.0 <2.0 <2.0 <50 NA NA <500 94.75 7.43 87.32
S-5 1/2/2002 <500 NA <5.0 <5.0 <5.0 <5.0 NA 1,200 <5.0 <5.0 <5.0 <50 NA NA <500 94.75 4.06 90.69
S-5 5/2/2002 <200 <50 <2.0 <2.0 <2.0 <2.0 NA 1,100 <2.0 <2.0 <2.0 52 <2.0 <2.0 NA 94.84 5.87 88.97
S-5 7/8/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.84 NA NA
S-5 7/9/2002 <200 <50 a <2.0 <2.0 <2.0 <2.0 NA 1,200 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.84 NA NA
S-5 10/1/2002 <250 <50 a <2.5 <25 <2.5 <25 NA 1,200 <2.5 <2.5 <25 <50 <2.5 <2.5 NA 94.84 6.65 88.19
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-5 1/7/2003 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,500 <5.0 <5.0 <5.0 <50 <5.0 <5.0 NA 94.84 4.64 90.20
S-5 4/3/2003 <250 <50 a <2.5 <2.5 <2.5 <2.5 NA 1,100 <2.5 <2.5 <2.5 <50 <2.5 <2.5 NA 94.84 5.60 89.24
S-5 7/16/2003 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 460 <10 <10 <10 <25 <2.5 <2.5 NA 94.84 10.76 84.08
S-5 10/1/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 240 NA NA <20 <50 NA NA NA 94.84 10.37 84.47
S-5 1/13/2004 <250 98 a,b <2.5 <2.5 <2.5 <5.0 NA 420 NA NA <10 <25 NA NA NA 94.84 5.38 89.46
S-5 4/6/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 220 NA NA <10 <25 NA NA NA 94.84 6.25 88.59
S-5 7/7/2004 <250 120a,b | <25 <2.5 <2.5 <5.0 NA 360 <10 <10 <10 <25 NA NA NA 94.84 8.51 86.33
S-5 10/14/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 210 NA NA <10 <25 NA NA NA 94.84 8.42 86.42
S-5 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.84 5.16 89.68
S-5 1/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 96 NA NA <2.0 <5.0 NA NA NA 94.84 NA NA
S-5 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 120 NA NA <2.0 46 NA NA NA 94.84 5.87 88.97
S-6 6/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.54 7.33 88.21
S-6 6/21/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 | <0.50 | <0.50 | <0.50 <5.0 NA NA NA 95.54 7.33 88.21
S-6 8/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 0.81 <2.0 <2.0 <2.0 <50 NA NA <500 95.54 7.85 87.69
S-6 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 1.7 <2.0 <2.0 <2.0 <50 NA NA <500 95.54 8.26 87.28
S-6 1/2/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 0.61 <2.0 <2.0 <2.0 <50 NA NA <500 95.54 4.50 91.04
S-6 5/2/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 0.68 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 6.70 88.92
S-6 7/8/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 0.59 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 7.32 88.30
S-6 10/1/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.67 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 7.47 88.15
S-6 1/7/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 5.97 89.65
S-6 4/3/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.81 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 6.49 89.13
S-6 7/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 95.62 10.29 85.33
S-6 10/1/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.61 NA NA <2.0 <5.0 NA NA NA 95.62 10.34 85.28
S-6 1/13/2004 <50 61ab | <050 | <0.50 | <0.50 <1.0 NA 1.3 NA NA <2.0 <5.0 NA NA NA 95.62 6.07 89.55
S-6 4/6/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 95.62 6.79 88.83
S-6 7/7/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.70 NA NA <2.0 <5.0 NA NA NA 95.62 8.73 86.89
S-6 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 95.62 8.82 86.80
S-6 1/18/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.81 NA NA <2.0 <5.0 NA NA NA 95.62 6.05 89.57
S-6 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 1.2 NA NA <2.0 <5.0 NA NA NA 95.62 6.41 89.21
S-7 4/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 97.49 8.43 89.06
S-7 5/2/2002 <50 96 <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 8.38 89.11
S-7 7/8/2002 |Well inaccessible NA NA NA NA NA NA NA NA NA NA NA NA NA 97.49 NA NA
S-7 7/30/2002 <50 65 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 9.27 88.22
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-7 10/1/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 0.87 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 9.30 88.19
S-7 1/7/2003 <50 66 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 7.42 90.07
S-7 4/3/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 8.35 89.14
S-7 7/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 97.49 10.90 86.59
S-7 10/1/2003 <50 <50 a <0.50 0.67 1.7 10 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 11.59 85.90
S-7 1/13/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 7.37 90.12
S-7 4/6/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 8.39 89.10
S-7 7/7/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 10.56 86.93
S-7 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 10.71 86.78
S-7 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 97.49 7.68 89.81
S-7 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 NA NA
S-7 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 7.57 89.92
S-8 4/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.24 5.75 88.49
S-8 5/2/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 5.68 88.56
S-8 7/8/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 6.13 88.11
S-8 10/1/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 6.19 88.05
S-8 1/7/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 4.98 89.26
S-8 4/3/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 5.78 88.46
S-8 7/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 94.24 7.63 86.61
S-8 10/1/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 8.38 85.86
S-8 1/13/2004 <50 150 a,b | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 4.99 89.25
S-8 4/6/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 5.83 88.41
S-8 7/7/2004 <50 59a,b | <0.50 | <0.50 [ <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 7.29 86.95
S-8 10/14/2004 <50 63ab | <050 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 7.67 86.57
S-8 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.24 5.31 88.93
S-8 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 NA NA
S-8 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 5.10 89.14
S-9 6/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.07 7.30 87.77
S-9 6/21/2001 <5,000 NA <50 <50 <50 <50 NA 39,000 <50 <50 <50 10,000 NA NA NA 95.07 7.35 87.72
S-9 8/28/2001 <5,000 NA <50 <50 <50 <50 NA 24,000 [ <50 <50 <50 5,300 NA NA <500 95.07 7.52 87.55
S-9 10/22/2001 | <5,000 NA <25 <25 <25 <25 NA 14,000 <25 <25 <25 3,200 NA NA <500 95.07 7.90 87.17
S-9 1/2/2002 | <10,000 NA <100 <100 <100 <100 NA 40,000 | <100 | <100 | <100 7,900 NA NA <1,000 | 95.07 4.82 90.25
S-9 5/2/2002 <5,000 <50 <50 <50 <50 <50 NA 33,000 <50 <50 <50 4,200 <50 <50 NA 95.15 6.26 88.89
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-9 7/8/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.15 6.73 88.42
S-9 7/9/2002 <5,000 84 a <50 <50 <50 <50 NA 15,000 | <50 <50 <50 1,000 <50 <50 NA 95.15 NA NA
S-9 10/1/2002 <1,000 <50 a <10 <10 <10 <10 NA 4,400 <10 <10 <10 <100 <10 <10 NA 95.15 6.96 88.19
S-9 1/7/2003 <5,000 130 a <50 <50 <50 <50 NA 31,000 [ <50 <50 <50 1,300 <50 <50 NA 95.15 5.94 89.21
S-9 4/3/2003 <5,000 <50 a <50 <50 <50 <50 NA 25,000 [ <200 | <200 | <200 <5,000 <200 <200 NA 95.15 6.50 88.65
S-9 7/16/2003 | <20,000 | <50 a <200 <200 <200 <400 NA 37,000 [ <800 [ <800 | <800 [ <2,000 <200 <200 NA 95.15 11.63 83.52
S-9 10/1/2003 | <10,000 | <50 a <100 <100 <100 <200 NA 16,000 NA NA <400 <1,000 NA NA NA 95.15 11.78 83.37
S-9 1/13/2004 | <5,000 | 130a,b | <50 <50 <50 <100 NA 9,900 NA NA <200 <500 NA NA NA 95.15 6.41 88.74
S-9 4/6/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.15 7.35 87.80
S-9 4/7/2004 <2,500 <50 a <25 <25 <25 <50 NA 3,100 NA NA <100 <250 NA NA NA 95.15 NA NA
S-9 7/7/2004 <1,000 | 170 a,b <10 <10 <10 <20 NA 2,800 <40 <40 <40 <100 NA NA NA 95.15 10.64 84.51
S-9 10/14/2004 | <1,000 | <50 a <10 <10 <10 <20 NA 1,200 NA NA <40 <100 NA NA NA 95.15 10.89 84.26
S-9 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.15 9.33 85.82
S-9 1/19/2005 | <1,000 | <50 a <10 <10 <10 <20 NA 970 NA NA <40 <100 NA NA NA 95.15 NA NA
S-9 4/6/2005 <1,000 <50 <10 <10 <10 <20 NA 600 NA NA <40 <100 NA NA NA 95.15 7.33 87.82
S-10 6/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.22 6.27 87.95
S-10 6/21/2001 <200 NA <2.0 <2.0 <2.0 <2.0 NA 770 <2.0 <2.0 <2.0 <20 NA NA NA 94.22 7.14 87.08
S-10 8/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 30 <2.0 <2.0 <2.0 <50 NA NA <500 94.22 6.68 87.54
S-10 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 49 <2.0 <2.0 <2.0 <50 NA NA <500 94.22 7.21 87.01
S-10 1/2/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 230 <2.0 <2.0 <2.0 <50 NA NA <500 94.22 4.16 90.06
S-10 5/2/2002 <100 <50 <1.0 <1.0 <1.0 <1.0 NA 350 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 5.85 88.45
S-10 7/8/2002 <100 <50 a <1.0 <1.0 <1.0 <1.0 NA 530 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 6.48 87.82
S-10 10/1/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 360 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 6.64 87.66
S-10 1/7/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 2,200 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 5.89 88.41
S-10 4/3/2003 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,500 <20 <20 <20 <500 <20 <20 NA 94.30 5.92 88.38
S-10 7/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 190 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 94.30 11.35 82.95
S-10 10/1/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 26 NA NA <2.0 <5.0 NA NA NA 94.30 11.85 82.45
S-10 1/13/2004 <50 150 a,b | <0.50 | <0.50 | <0.50 <1.0 NA 2.9 NA NA <2.0 <5.0 NA NA NA 94.30 6.10 88.20
S-10 4/6/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.30 6.80 87.50
S-10 4/7/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 6.9 NA NA <2.0 <5.0 NA NA NA 94.30 NA NA
S-10 7/7/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 11 <2.0 <2.0 <2.0 <5.0 NA NA NA 94.30 7.33 86.97
S-10 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 11 NA NA <2.0 <5.0 NA NA NA 94.30 7.84 86.46
S-10 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.30 6.31 87.99
S-10 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 5.2 NA NA <2.0 <5.0 NA NA NA 94.30 NA NA
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE MTBE Depthto  GW
WellID | Date TPPH TEPH B T E X 8020 8260 DIPE ETBE TAME TBA 1,2-DCA EDB Ethanol TOC Water Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
| s-10 | 42005 | <50 <50 | <0.50 | <0.50 [ <050 | <1.0 | NA [ 14 | NA | NA [ <20 | <50 NA | NA | NA [9430]| 555 88.75
S-11_ [ 6/19/2001 NA NA NA NA NA NA NA NA NA | NA | NA NA NA NA NA [ 9538 | 7.72 87.66
S-11_| 6/21/2001 | <50 NA [ <0.50 | <0.50 | <0.50 [ <0.50 | NA 10 | <0.50 | <0.50 | <0.50 | <5.0 NA NA NA | 9538 | 7.87 87.51
S-11 | 8/28/2001 | <50 NA [ <050 | <0.50 | <0.50 [ <0.50 | NA 22 | <20 | <20 | <20 <50 NA NA | <500 | 9538 [ 783 87.55
S-11_ | 10/22/2001 | <50 NA [ <0.50 | <0.50 | <0.50 [ <0.50 | NA 58 | <2.0 | <20 | <20 <50 NA NA | <500 | 9538 | 828 87.10
S-11 1/2/2002 <50 NA [ <0.50 | <0.50 | <0.50 [ <0.50 | NA 85 | <20 | <20 | <20 <50 NA NA | <500 | 9538 [ 5.18 90.20
S-11_| 5/2/2002 <50 <50 | <0.50 | <0.50 | <0.50 | <0.50 [ NA 11 <20 | <20 | <20 <50 <2.0 <2.0 NA | 9547 | 7.04 88.43
S-11_ | 7/8/2002 <50 | <50a | <0.50 | <0.50 | <0.50 [ <0.50 | NA 49 | <20 | <20 | <20 <50 <2.0 <2.0 NA [ 9547 | 752 87.95
S-11 | 10/1/2002 | <50 | <50a | <0.50 | <0.50 | <0.50 | <0.50 | NA 11 <20 | <20 | <20 <50 <2.0 <2.0 NA | 9547 | 7.68 87.79
S-11 1/7/2003 <50 | <50a | <0.50 | <0.50 | <0.50 [ <0.50 | NA 95 | <20 | <20 | <20 <50 <2.0 <2.0 NA [ 9547 | 6.68 88.79
S-11_| 4/3/2003 <50 | <50a | <0.50 | <0.50 | <0.50 | <0.50 | NA 27 | <20 | <20 | <20 <50 <2.0 <2.0 NA | 9547 | 7.28 88.19
S-11 | 7/16/2003 | 180 | <50a | <0.50 [ <0.50 | 1.5 1.6 NA 23 | <20 | <20 | <20 | <50 <050 [ <050 NA | 9547 [ 951 85.96
S-11_ | 10/1/2003 | <50 | <50a | <0.50 | <0.50 | <0.50 | <1.0 NA 061 | NA | NA | <20 | <50 NA NA NA [ 9547 | 10.30 85.17
S-11 | 1/13/2004 | <50 [130ab| <0.50 [ <0.50 | <0.50 | <1.0 NA 059 | NA | NA | <20 | <50 NA NA NA [ 9547 | 6.73 88.74
S-11_| 4/6/2004 NA NA NA NA NA NA NA NA NA | NA | NA NA NA NA NA | 9547 | 7.35 88.12
S-11_ | 4/7/2004 <50 | <50a [ <0.50 | <0.50 [ <0.50 [ <1.0 NA 060 | NA | NA | <20 | <50 NA NA NA | 9547 NA NA
S-11_ | 7/7/2004 <50 | <50a | <0.50 | <0.50 [ <0.50 | <1.0 NA 065 | <20 | <20 | <20 | <5.0 NA NA NA | 9547 | 7.99 87.48
S-11_ [ 10/14/2004 | <50 | <50a | <0.50 [ <0.50 | <0.50 | <1.0 NA 053 | NA | NA | <20 | <50 NA NA NA [ 9547 | 851 86.96
S-11_| 1/18/2005 NA NA NA NA NA NA NA NA NA | NA | NA NA NA NA NA | 9547 | 6.96 88.51
S-11 | 1/19/2005 | <50 | <50a | <0.50 [ <0.50 | <0.50 | <1.0 NA 055 | NA | NA | <20 | <50 NA NA NA | 9547 NA NA
s-11 | 4/6/2005 <50 <50 | <0.50 | <0.50 | <0.50 | <1.0 NA [ <050 | NA | NA | <20 | <5.0 NA NA NA | 9547 | 662 88.85
s-12 | 6/19/2001 NA NA NA NA NA NA NA NA NA | NA | NA NA NA NA NA | 9435 | 6.65 87.70
S-12 | 6/21/2001 | <50 NA [ <050 | <0.50 | <0.50 [ <0.50 | NA 3.1 | <050 | <0.50 | <0.50 | <5.0 NA NA NA [ 9435 | 6.74 87.61
S-12 | 8/28/2001 | <50 NA [ <0.50 | <0.50 | <0.50 [ <0.50 | NA 34 | <20 | <20 | <20 <50 NA NA | <500 | 9435 | 697 87.38
S-12 | 10/22/2001 | <50 NA [ <0.50 | <0.50 | <0.50 [ <0.50 | NA 37 | <20 | <20 | <20 <50 NA NA | <500 | 9435 ([ 7.19 87.16
S-12 | 1/2/2002 <50 NA [ <0.50 | <0.50 | <0.50 [ <0.50 | NA 12 | <20 | <20 | <20 <50 NA NA | <500 | 9435 [ 3.90 90.45
S-12 | 5/2/2002 <50 <50 | <0.50 | <0.50 | <0.50 | <0.50 [ NA 22 | <20 | <20 | <20 <50 <2.0 <2.0 NA | 9444 | 593 88.51
S-12 | 7/8/2002 <50 | <50a | <0.50 | <0.50 | <0.50 | <0.50 | NA 22 | <20 | <20 | <20 <50 <2.0 <2.0 NA | 9444 | 646 87.98
S-12 | 10/1/2002 | <50 | <50a | <0.50 [ <0.50 | <0.50 | <0.50 | NA 24 | <20 | <20 | <20 <50 <2.0 <2.0 NA | 9444 | 663 87.81
s-12 | 1/7/2003 <50 | <50a | <0.50 | <0.50 | <0.50 | <0.50 | NA 54 | <20 | <20 | <20 <50 <2.0 <2.0 NA | 9444 | 553 88.91
S-12 | 4/3/2003 <50 | <50a | <0.50 | <0.50 | <0.50 [ <0.50 | NA 25 | <20 | <20 | <20 <50 <2.0 <2.0 NA [ 9444 | 6.8 88.26
S-12 | 7/16/2003 | <50 | <50a | <0.50 | <0.50 | <0.50 | <1.0 NA 17 | <20 | <20 | <20 [ <50 <050 [ <050 | NA | 9444 | 833 86.11
S-12 | 10/1/2003 | <50 | <50a | <0.50 | 0.76 | <0.50 | 15 NA 7.9 NA | NA | <20 [ <50 NA NA NA | 9444 | 911 85.33
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-12 1/13/2004 <50 140 a,b | <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 94.44 5.65 88.79
S-12 4/6/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.9 NA NA <2.0 <5.0 NA NA NA 94.44 6.22 88.22
S-12 7/7/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 2.1 NA NA <2.0 <5.0 NA NA NA 94.44 6.98 87.46
S-12 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.0 NA NA <2.0 <5.0 NA NA NA 94.44 7.43 87.01
S-12 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.44 5.87 88.57
S-12 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 94.44 NA NA
S-12 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 1.2 NA NA <2.0 <5.0 NA NA NA 94.44 5.48 88.96
S-13 6/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.39 6.12 87.27
S-13 6/21/2001 <250 NA <2.5 <2.5 <2.5 <2.5 NA 1,500 <2.5 <2.5 <2.5 49 NA NA NA 93.39 7.04 86.35
S-13 8/28/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 1,900 <5.0 <5.0 <5.0 <50 NA NA <500 93.39 5.96 87.43
S-13 10/22/2001 <250 NA <2.5 <2.5 <2.5 <2.5 NA 1,300 <2.5 <2.5 <2.5 <50 NA NA <500 93.39 6.27 87.12
S-13 1/2/2002 <500 NA <5.0 <5.0 <5.0 <5.0 NA 1,500 <5.0 <5.0 <5.0 <50 NA NA <500 93.39 4.90 88.49
S-13 5/2/2002 <500 <50 <5.0 <5.0 <5.0 <5.0 NA 2,400 <5.0 <5.0 <5.0 120 <5.0 <5.0 NA 93.48 5.33 88.15
S-13 7/8/2002 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,300 <5.0 <5.0 <5.0 <50 <5.0 <5.0 NA 93.48 6.30 87.18
S-13 10/1/2002 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,600 <5.0 <5.0 <5.0 71 <5.0 <5.0 NA 93.48 6.15 87.33
S-13 1/7/2003 <1,000 <50 a <10 <10 <10 <10 NA 3,100 <10 <10 <10 <100 <10 <10 NA 93.48 5.33 88.15
S-13 4/3/2003 <1,000 | <50a <10 <10 <10 <10 NA 3,600 <10 <10 <10 <100 <10 <10 NA 93.48 5.75 87.73
S-13 7/16/2003 <1,300 <50 a <13 <13 14 80 NA 3,200 <50 <50 <50 <130 <13 <13 NA 93.48 8.42 85.06
S-13 10/1/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 790 NA NA <20 <50 NA NA NA 93.48 9.10 84.38
S-13 1/13/2004 <200 76 a,b <2.0 <2.0 <2.0 <4.0 NA 360 NA NA <8.0 <20 NA NA NA 93.48 5.74 87.74
S-13 4/6/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 6.19 87.29
S-13 4/7/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 190 NA NA <10 <25 NA NA NA 93.48 NA NA
S-13 7/7/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 120 <2.0 <2.0 <2.0 14 NA NA NA 93.48 7.29 86.19
S-13 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 47 NA NA <2.0 12 NA NA NA 93.48 7.78 85.70
S-13 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 5.86 87.62
S-13 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 39 NA NA <2.0 17 NA NA NA 93.48 NA NA
S-13 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 15 NA NA <2.0 <5.0 NA NA NA 93.48 5.71 87.77
S-14 4/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.13 4.95 88.18
S-14 5/2/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 1.9 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 4.90 88.23
S-14 7/8/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.13 5.45 87.68
S-14 7/9/2002 <50 110 a <0.50 | <0.50 | <0.50 | <0.50 NA 43 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 NA NA
S-14 10/1/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 4.8 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 5.61 87.52
S-14 1/7/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 4.0 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 4.53 88.60

Page 8




WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-14 4/3/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 6.4 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 4.97 88.16
S-14 7/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 6.6 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 93.13 5.80 87.33
S-14 10/1/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 13 NA NA <2.0 <5.0 NA NA NA 93.13 7.32 85.81
S-14 1/13/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 25 NA NA <2.0 <5.0 NA NA NA 93.13 4.42 88.71
S-14 4/6/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 10 NA NA <2.0 <5.0 NA NA NA 93.13 5.06 88.07
S-14 7/7/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 8.7 <2.0 <2.0 <2.0 <5.0 NA NA NA 93.13 6.23 86.90
S-14 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 3.6 NA NA <2.0 <5.0 NA NA NA 93.13 6.73 86.40
S-14 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.13 4.15 88.98
S-14 1/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 7.3 NA NA <2.0 <5.0 NA NA NA 93.13 NA NA
S-14 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 1 NA NA <2.0 <5.0 NA NA NA 93.13 4.23 88.90
S-15 4/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.19 4.98 88.21
S-15 5/2/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 14 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 4.92 88.27
S-15 7/8/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.19 5.49 87.70
S-15 7/9/2002 <50 57 a <0.50 | <0.50 | <0.50 | <0.50 NA 31 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 NA NA
S-15 10/1/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 60 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 5.60 87.59
S-15 1/7/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 36 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 4.30 88.89
S-15 4/3/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 18 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 4.98 88.21
S-15 7/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 17 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 93.19 6.65 86.54
S-15 10/1/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 30 NA NA <2.0 <5.0 NA NA NA 93.19 8.67 84.52
S-15 1/13/2004 <50 68 ab | <0.50 | <0.50 | <0.50 <1.0 NA 12 NA NA <2.0 <5.0 NA NA NA 93.19 4.30 88.89
S-15 4/6/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 13 NA NA <2.0 <5.0 NA NA NA 93.19 5.20 87.99
S-15 7/7/2004 <50 61ab | <0.50 [ <0.50 | <0.50 <1.0 NA 40 <2.0 <2.0 <2.0 <5.0 NA NA NA 93.19 6.13 87.06
S-15 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 66 NA NA <2.0 <5.0 NA NA NA 93.19 6.73 86.46
S-15 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.19 4.46 88.73
S-15 1/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 18 NA NA <2.0 <5.0 NA NA NA 93.19 NA NA
S-15 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 9.4 NA NA <2.0 <5.0 NA NA NA 93.19 415 89.04
S-16 4/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 92.71 4.65 88.06
S-16 5/2/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 72 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 4.62 88.09
S-16 7/8/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 92.71 5.21 87.50
S-16 7/9/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 59 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 NA NA
S-16 10/1/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 130 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 5.35 87.36
S-16 1/7/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 57 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 3.92 88.79
S-16 4/3/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 98 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 4.68 88.03
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation

(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-16 7/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 92.71 5.65 87.06
S-16 10/1/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 44 NA NA <2.0 <5.0 NA NA NA 92.71 7.71 85.00
S-16 1/13/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 71 NA NA <2.0 <5.0 NA NA NA 92.71 4.32 88.39
S-16 4/6/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 33 NA NA <2.0 <5.0 NA NA NA 92.71 5.58 87.13
S-16 7/7/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 70 <2.0 <2.0 <2.0 <5.0 NA NA NA 92.71 5.87 86.84
S-16 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 76 NA NA <2.0 <5.0 NA NA NA 92.71 6.20 86.51
S-16 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 92.71 3.91 88.80
S-16 1/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA <2.0 <5.0 NA NA NA 92.71 NA NA
S-16 4/6/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 74 NA NA <2.0 <5.0 NA NA NA 92.71 413 88.58
EW-1 8/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 5.45 NA
EW-1 8/21/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 270 NA NA NA NA NA NA NA NA 5.61 NA
EW-1 10/2/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 450 NA NA NA NA NA NA NA NA 5.56 NA
EW-1 1/7/2003 <200 <50 a <2.0 <2.0 <2.0 <2.0 NA 1,200 NA NA NA NA NA NA NA NA 4.58 NA
EW-1 4/3/2003 790 <50 a <2.0 <2.0 <2.0 8.5 NA 900 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA NA 4.04 NA
EW-1 7/16/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 2,000 <20 <20 <20 <50 <5.0 <5.0 NA 93.26 16.86 76.40
EW-1 10/1/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.26 16.58 76.68
EW-1 1/13/2004 | <1,000 NA <10 <10 <10 <20 NA 1,600 NA NA NA <100 NA NA NA 93.26 3.96 89.30
EW-1 4/6/2004 <1,000 NA <10 <10 <10 <20 NA 850 NA NA NA <100 NA NA NA 93.26 5.08 88.18
EW-1 7/7/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 97 <2.0 <2.0 <2.0 22 NA NA NA 93.26 16.64 76.62
EW-1 10/14/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA NA 22 NA NA NA 93.26 16.67 76.59
EW-1 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.26 16.48 76.78
EW-1 1/19/2005 <100 NA <1.0 <1.0 <1.0 <2.0 NA 210 NA NA NA 18 NA NA NA 93.26 NA NA
EW-1 4/6/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 130 NA NA NA 9.1 NA NA NA 93.26 6.89 86.37
EW-2 | 8/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 5.55 NA
EW-2 8/21/2002 <250 <50 a <2.5 <25 <2.5 <2.5 NA 1,400 NA NA NA NA NA NA NA NA 5.61 NA
EW-2 10/2/2002 <200 <50 a <2.0 <2.0 <2.0 <2.0 NA 880 NA NA NA NA NA NA NA NA 5.71 NA
EW-2 1/7/2003 <1,000 <50 a <10 <10 <10 <10 NA 3,700 NA NA NA NA NA NA NA NA 4.82 NA
EW-2 4/3/2003 1,000 <50 a <5.0 <5.0 <5.0 6.6 NA 2,300 <5.0 <5.0 <5.0 130 <5.0 <5.0 NA NA 3.94 NA
EW-2 7/16/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 1,800 <20 <20 <20 140 <5.0 <5.0 NA 93.48 16.34 77.14
EW-2 10/1/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 16.38 77.10
EW-2 1/13/2004 <250 NA <2.5 <25 <2.5 <5.0 NA 410 NA NA NA <25 NA NA NA 93.48 3.86 89.62
EW-2 4/6/2004 <250 NA <2.5 <2.5 <2.5 <5.0 NA 310 NA NA NA <25 NA NA NA 93.48 5.00 88.48
EW-2 7/7/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 29 <2.0 <2.0 <2.0 <5.0 NA NA NA 93.48 16.40 77.08
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
EW-2 10/14/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 12 NA NA NA <5.0 NA NA NA 93.48 16.30 77.18
EW-2 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 16.12 77.36
EW-2 1/19/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA NA <5.0 NA NA NA 93.48 NA NA
EW-2 4/6/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 68 NA NA NA <5.0 NA NA NA 93.48 16.26 77.22
EW-3 8/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 5.78 NA
EW-3 8/21/2002 | <20,000 [ <50 a <200 <200 <200 <200 NA 63,000 NA NA NA NA NA NA NA NA 5.66 NA
EW-3 10/2/2002 | <20,000 | <50 a <200 <200 <200 <200 NA 49,000 NA NA NA NA NA NA NA NA 5.72 NA
EW-3 1/7/2003 <10,000 [ <50 a <100 <100 <100 <100 NA 43,000 NA NA NA NA NA NA NA NA 4.54 NA
EW-3 4/3/2003 <1,000 | <50a <10 <10 <10 20 NA 37,000 [ <10 <10 <10 1,800 <10 <10 NA NA 3.98 NA
EW-3 7/16/2003 | <13,000 [ <50 a <130 <130 <130 <250 NA 35,000 [ <500 | <500 | <500 3,700 <130 <130 NA 93.80 16.72 77.08
EW-3 10/1/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.80 16.93 76.87
EW-3 1/13/2004 | <10,000 NA <100 <100 <100 <200 NA 13,000 NA NA NA <1,000 NA NA NA 93.80 3.97 89.83
EW-3 4/6/2004 | <10,000 NA <100 <100 <100 <200 NA 11,000 NA NA NA <1,000 NA NA NA 93.80 4.89 88.91
EW-3 7/7/2004 <10,000 NA <100 <100 <100 <200 NA 11,000 | <400 | <400 | <400 <1,000 NA NA NA 93.80 16.75 77.05
EW-3 | 10/14/2004 | <10,000 NA <100 <100 <100 <200 NA 8,400 NA NA NA <1,000 NA NA NA 93.80 16.78 77.02
EW-3 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.80 16.49 77.31
EW-3 1/19/2005 <2,500 NA <25 <25 <25 <50 NA 6,200 NA NA NA <250 NA NA NA 93.80 NA NA
EW-3 4/6/2005 <2,500 NA <25 <25 <25 <50 NA 4,400 NA NA NA <250 NA NA NA 93.80 16.43 77.37
EW-4 8/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 6.43 NA
EW-4 8/21/2002 <2,500 <50 a <25 <25 <25 <25 NA 12,000 NA NA NA NA NA NA NA NA 7.10 NA
EW-4 10/2/2002 <2,000 <50 a <20 <20 <20 <20 NA 8,800 NA NA NA NA NA NA NA NA 6.73 NA
EW-4 1/7/2003 <1,000 <50 a <10 <10 <10 <10 NA 3,800 NA NA NA NA NA NA NA NA 4.74 NA
EW-4 4/3/2003 410 <50 a <2.5 <2.5 <2.5 8.0 NA 1,100 <2.5 <2.5 <2.5 980 <2.5 <2.5 NA NA 4.05 NA
EW-4 7/16/2003 [ <5,000 | <50 a <50 <50 <50 <100 NA 10,000 | <200 | <200 | <200 1,100 <50 <50 NA 94.55 14.20 80.35
EW-4 10/1/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.55 12.01 82.54
EW-4 1/13/2004 | <1,000 NA <10 <10 <10 <20 NA 1,500 NA NA NA 290 NA NA NA 94.55 3.92 90.63
EW-4 4/6/2004 <100 NA <1.0 <1.0 <1.0 <2.0 NA 230 NA NA NA <10 NA NA NA 94.55 4.96 89.59
EW-4 7/7/2004 <250 NA <2.5 <2.5 <2.5 <5.0 NA 250 <10 <10 <10 <25 NA NA NA 94.55 8.94 85.61
EW-4 10/14/2004 55d NA <0.50 | <0.50 | <0.50 <1.0 NA 94 NA NA NA <5.0 NA NA NA 94.55 7.86 86.69
EW-4 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.55 7.57 86.98
EW-4 1/19/2005 <100 NA <1.0 <1.0 <1.0 <2.0 NA 190 NA NA NA 22 NA NA NA 94.55 NA NA
EW-4 4/6/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 150 NA NA NA 6.3 NA NA NA 94.55 4.38 90.17
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE MTBE Depth to GW
Well ID Date TPPH TEPH B T E X 8020 @ 8260 #DIPE ETBE TAME TBA | 1,2-DCA EDB Ethanol| TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
EW-5 8/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 6.33 NA
EW-5 8/21/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 210 NA NA NA NA NA NA NA NA 6.69 NA
EW-5 10/2/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 170 NA NA NA NA NA NA NA NA 6.57 NA
EW-5 1/7/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 940 NA NA NA NA NA NA NA NA 5.50 NA
EW-5 4/3/2003 4400 <50 a <1.0 <1.0 2.5 13 NA 410 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA NA 4.57 NA
EW-5 7/16/2003 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 510 <10 <10 <10 <25 <2.5 <2.5 NA 94.12 12.64 81.48
EW-5 10/1/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.12 12.18 81.94
EW-5 1/13/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 98 NA NA NA <5.0 NA NA NA 94.12 4.27 89.85
EW-5 4/6/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 33 NA NA NA <5.0 NA NA NA 94.12 5.10 89.02
EW-5 7/7/2004 190 ¢ NA <0.50 | <0.50 | <0.50 1.1 NA 28 <2.0 <2.0 <2.0 6.4 NA NA NA 94.12 5.93 88.19
EW-5 10/14/2004 61 NA <0.50 | <0.50 | <0.50 <1.0 NA 2.3 NA NA NA <5.0 NA NA NA 94.12 6.48 87.64
EW-5 1/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.12 5.72 88.40
EW-5 1/19/2005 170 d NA <0.50 | <0.50 0.63 5.7 NA 4.0 NA NA NA <5.0 NA NA NA 94.12 NA NA
EW-5 4/6/2005 <500 NA <5.0 <5.0 <5.0 <10 NA 1,400 NA NA NA <50 NA NA NA 94.12 4.25 89.87
Abbreviations:

TPPH = Total petroleum hydrocarbons as gasoline by EPA Method 8260B; prior to June 21, 2001, analyzed by EPA Method 8015.

TEPH = Total petroleum hydrocarbons as diesel by modified EPA Method 8015.

BTEX = Benzene, toluene, ethylbenzene, xylenes by EPA Method 8260B; prior to June 21, 2001, analyzed by EPA Method 8020.
MTBE = Methyl tertiary butyl ether

DIPE = Di-isopropyl ether, analyzed by EPA Method 8260B
ETBE = Ethyl tertiary butyl ether, analyzed by EPA Method 8260B

TAME = Tertiary amyl methyl ether, analyzed by EPA Method 8260B
TBA = Tertiary butyl alcohol, analyzed by EPA Method 8260B

1,2-DCA = 1,2-dichloroethane, analyzed by EPA Method 8260B

EDB = 1,2-dibromoethane, analyzed by EPA Method 8260B
TOC = Top of Casing Elevation
GW = Groundwater

ug/L = Parts per billion

ppm = Parts per million
MSL = Mean sea level

ft. = Feet

<n = Below detection limit

NA = Not applicable
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE MTBE Depth to GW
Well ID Date TPPH TEPH B T E X 8020 @ 8260 #DIPE ETBE TAME TBA | 1,2-DCA EDB Ethanol| TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
Notes:

a = TEPH with silica gel cleanup.

b = Hydrocarbon does not match pattern of laboratory's standard.

¢ = Sample contains discrete peak in addition to gasoline.
d = The concentration reported reflects individual or discrete unidentified peaks not matching a typical fuel pattern.
Ethanol analyzed by EPA Method 8260B.
Wells surveyed August 4, 2000 by Virgil Chavez Land Surveying of Vallejo, CA.
Wells surveyed June 22, 2001 by Virgil Chavez Land Surveying of Vallejo, CA.
Wells surveyed January 25, 2002 and May 17, 2002 by Virgil Chavez Land Surveying of Vallejo, CA.
Wells EW-1 through EW-5 surveyed August 2, 2002 by Virgil Chavez Land Surveying of Vallejo, CA.
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ST‘L Submission#: 2005-04-0200

TRENT

Blaine Tech Services, Inc. April 21, 2005
1680 Rogers Avenue

San Jose, CA 95112-1105
Attn.: Josh Kerns

Project#: BTS#050406-BS1
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Dear Mr. Kerns,

Attached is our report for your samples received on 04/06/2005 14:00
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
05/21/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Misc Anions by lon Chromatograph

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Submission: 2005-04-0200

Received: 04/06/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-10 04/06/2005 12:45 Water 1
S-11 04/06/2005 12:15 Water 2
S-13 04/06/2005 13:05 Water 3

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/11/2005 14:37
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S TI Submission: 2005-04-0200

TRENT

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 300.0/9056 Test(s): 300.0/9056
Sample ID: S-10 Lab ID: 2005-04-0200 - 1
Sampled: 04/06/2005 12:45 Extracted:  4/7/2005 10:15
Matrix: Water QC Batch#: 2005/04/07-01.41
Compound Conc. RL Unit Dilution Analyzed Flag
Nitrate ND 1.0 mg/L 5.00 | 04/07/2005 21:05
Severn Trent Laboratories, Inc. 04/11/2005 14:37

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 6



S TI Submission: 2005-04-0200

TRENT

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 300.0/9056 Test(s): 300.0/9056
Sample ID: S-11 Lab ID: 2005-04-0200 - 2
Sampled: 04/06/2005 12:15 Extracted:  4/7/2005 10:15
Matrix: Water QC Batch#: 2005/04/07-01.41
Compound Conc. RL Unit Dilution Analyzed Flag
Nitrate ND 1.0 mg/L 5.00 | 04/07/2005 21:20
Severn Trent Laboratories, Inc. 04/11/2005 14:37

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 6



S TI Submission: 2005-04-0200

TRENT

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 300.0/9056 Test(s): 300.0/9056
Sample ID: S-13 Lab ID: 2005-04-0200 - 3
Sampled: 04/06/2005 13:05 Extracted:  4/7/2005 10:15
Matrix: Water QC Batch#: 2005/04/07-01.41
Compound Conc. RL Unit Dilution Analyzed Flag
Nitrate 2.6 1.0 mg/L 5.00 | 04/07/2005 21:36
Severn Trent Laboratories, Inc. 04/11/2005 14:37

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 6



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Submission: 2005-04-0200

Misc Anions by lon Chromatograph

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Received: 04/06/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

300.0/9056

Test(s): 300.0/9056

Method Blank Water QC Batch # 2005/04/07-01.41

MB: 2005/04/07-01.41-001 Date Extracted: 04/07/2005 10:15
Compound Conc. RL Unit Analyzed Flag
Nitrate ND 0.2 mg/L 04/07/2005 10:40

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/11/2005 14:37

Page 5 of 6
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TRENT

Easm O 1 L

Submission: 2005-04-0200

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.

Attn.: Josh

Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Received: 04/06/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

300.0/9056

Laboratory Control Spike

Water

Test(s): 300.0/9056

QC Batch # 2005/04/07-01.41

LCS 2005/04/07-01.41-002 Extracted: 04/07/2005 Analyzed: 04/07/2005 10:55
LCSD 2005/04/07-01.41-003 Extracted: 04/07/2005 Analyzed: 04/07/2005 11:11
Compound Conc. mg/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. [RPD| LCS | LCSD
Nitrate 25.9 26.2 26.7 97.0 98.1 1.1 | 80-120 | 20

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 6

04/11/2005 14:37



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Diesel (C9-C24) with Silica Gel Clean-up

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Submission: 2005-04-0200

Received: 04/06/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-10 04/06/2005 12:45 Water 1
S-11 04/06/2005 12:15 Water 2
S-13 04/06/2005 13:05 Water 3
Severn Trent Laboratories, Inc. 04/20/2005 20:03
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 0of 6



S TI Submission: 2005-04-0200

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-10 Lab ID: 2005-04-0200 - 1

Sampled: 04/06/2005 12:45 Extracted: 4/13/2005 12:23

Matrix: Water QC Batch#: 2005/04/13-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/14/2005 00:02
Surrogate(s)
o-Terphenyl 112.7 60-130 % 1.00 | 04/14/2005 00:02

Severn Trent Laboratories, Inc. 04/20/2005 20:03

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 6



S TI Submission: 2005-04-0200

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-11 Lab ID: 2005-04-0200 - 2

Sampled: 04/06/2005 12:15 Extracted: 4/13/2005 12:23

Matrix: Water QC Batch#: 2005/04/13-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/13/2005 23:36
Surrogate(s)
o-Terphenyl 1121 60-130 % 1.00 | 04/13/2005 23:36

Severn Trent Laboratories, Inc. 04/20/2005 20:03

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 6



S TI Submission: 2005-04-0200

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-13 Lab ID: 2005-04-0200 - 3

Sampled: 04/06/2005 13:05 Extracted:  4/13/2005 12:23

Matrix: Water QC Batch#: 2005/04/13-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/13/2005 23:09
Surrogate(s)
o-Terphenyl 111.9 60-130 % 1.00 [ 04/13/2005 23:09

Severn Trent Laboratories, Inc. 04/20/2005 20:03

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 6



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Submission: 2005-04-0200

Diesel (C9-C24) with Silica Gel Clean-up

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1

98995885

Received: 04/06/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511
Method Blank Water

MB: 2005/04/13-02.10-001

Test(s): 8015M
QC Batch # 2005/04/13-02.10

Date Extracted: 04/13/2005 12:23

Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 04/14/2005 02:43
Surrogates(s)
o-Terphenyl 110.2 60-130 % 04/14/2005 02:43
Severn Trent Laboratories, Inc. 04/20/2005 20:03
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 6



SEVERN STI
TRENT

Submission: 2005-04-0200

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Received: 04/06/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Laboratory Control Spike Water QC Batch # 2005/04/13-02.10

LCS 2005/04/13-02.10-002 Extracted: 04/13/2005 Analyzed: 04/14/2005 02:17

LCSD 2005/04/13-02.10-003 Extracted: 04/13/2005 Analyzed: 04/14/2005 01:50
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. [RPD| LCS | LCSD
Diesel 614 626 680 90.3 92.1 2.0 60-150| 25
Surrogates(s)
o-Terphenyl 1.30 1.34 1.25 103.9 |107.0 60-130| O
04/20/2005 20:03

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 6



SEVERN STI
TRENT

Submission: 2005-04-0200

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Received: 04/06/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-10 04/06/2005 12:45 Water 1
S-11 04/06/2005 12:15 Water 2
S-13 04/06/2005 13:05 Water 3

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/20/2005 15:58

Page 1 of 7



S TI Submission: 2005-04-0200

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-10 Lab ID: 2005-04-0200 - 1

Sampled: 04/06/2005 12:45 Extracted:  4/18/2005 15:08

Matrix: Water QC Batch#: 2005/04/18-1B.66
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/18/2005 15:08
Benzene ND 0.50 ug/L 1.00 [ 04/18/2005 15:08
Toluene ND 0.50 ug/L 1.00 [ 04/18/2005 15:08
Ethylbenzene ND 0.50 ug/L 1.00 | 04/18/2005 15:08
Total xylenes ND 1.0 ug/L 1.00 | 04/18/2005 15:08
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 04/18/2005 15:08
Methyl tert-butyl ether (MTBE) 1.4 0.50 ug/L 1.00 | 04/18/2005 15:08
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/18/2005 15:08
Surrogate(s)
1,2-Dichloroethane-d4 100.6 73-130 % 1.00 [ 04/18/2005 15:08
Toluene-d8 105.1 81-114 % 1.00 | 04/18/2005 15:08

Severn Trent Laboratories, Inc. 04/20/2005 15:58

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 7



S TI Submission: 2005-04-0200

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-11 Lab ID: 2005-04-0200 - 2

Sampled: 04/06/2005 12:15 Extracted: 4/18/2005 15:34

Matrix: Water QC Batch#: 2005/04/18-1B.66
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/18/2005 15:34
Benzene ND 0.50 ug/L 1.00 [ 04/18/2005 15:34
Toluene ND 0.50 ug/L 1.00 [ 04/18/2005 15:34
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/18/2005 15:34
Total xylenes ND 1.0 ug/L 1.00 | 04/18/2005 15:34
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/18/2005 15:34
Methyl tert-butyl ether (MTBE) ND 0.50 ug/L 1.00 [ 04/18/2005 15:34
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/18/2005 15:34
Surrogate(s)
1,2-Dichloroethane-d4 101.8 73-130 % 1.00 | 04/18/2005 15:34
Toluene-d8 107.5 81-114 % 1.00 [ 04/18/2005 15:34

Severn Trent Laboratories, Inc. 04/20/2005 15:58

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 7



S TI Submission: 2005-04-0200

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-13 Lab ID: 2005-04-0200 - 3

Sampled: 04/06/2005 13:05 Extracted:  4/18/2005 15:59

Matrix: Water QC Batch#: 2005/04/18-1B.66
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/18/2005 15:59
Benzene ND 0.50 ug/L 1.00 [ 04/18/2005 15:59
Toluene ND 0.50 ug/L 1.00 [ 04/18/2005 15:59
Ethylbenzene ND 0.50 ug/L 1.00 | 04/18/2005 15:59
Total xylenes ND 1.0 ug/L 1.00 | 04/18/2005 15:59
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 04/18/2005 15:59
Methyl tert-butyl ether (MTBE) 15 0.50 ug/L 1.00 | 04/18/2005 15:59
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/18/2005 15:59
Surrogate(s)
1,2-Dichloroethane-d4 102.4 73-130 % 1.00 [ 04/18/2005 15:59
Toluene-d8 103.9 81-114 % 1.00 | 04/18/2005 15:59

Severn Trent Laboratories, Inc. 04/20/2005 15:58

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 7



S TI Submission: 2005-04-0200

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/18-1B.66
MB: 2005/04/18-1B.66-039 Date Extracted: 04/18/2005 11:39
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/18/2005 11:39
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/18/2005 11:39
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 04/18/2005 11:39
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 04/18/2005 11:39
Benzene ND 0.5 ug/L 04/18/2005 11:39
Toluene ND 0.5 ug/L 04/18/2005 11:39
Ethylbenzene ND 0.5 ug/L 04/18/2005 11:39
Total xylenes ND 1.0 ug/L 04/18/2005 11:39
Surrogates(s)
1,2-Dichloroethane-d4 99.0 73-130 % 04/18/2005 11:39
Toluene-d8 103.0 81-114 % 04/18/2005 11:39

Severn Trent Laboratories, Inc. 04/20/2005 15:58

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 7



SEVERN STI
TRENT

Submission: 2005-04-0200

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1
98995885

Received: 04/06/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/18-1B.66

LCS 2005/04/18-1B.66-014 Extracted: 04/18/2005 Analyzed: 04/18/2005 11:14
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 23.0 25 92.0 65-165( 20

Benzene 23.9 25 95.6 69-129( 20

Toluene 25.8 25 103.2 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 466 500 93.2 73-130

Toluene-d8 525 500 105.0 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/20/2005 15:58

Page 6 of 7



S TI Submission: 2005-04-0200

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#050406-BS1 Received: 04/06/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/18-1B.66
MS/MSD Lab ID: 2005-04-0199 - 012
MS: 2005/04/18-1B.66-052 Extracted: 04/18/2005 Analyzed: 04/18/2005 13:52
Dilution: 1.00
MSD: 2005/04/18-1B.66-017 Extracted: 04/18/2005 Analyzed: 04/18/2005 14:17
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Benzene 20.6 234 ND 25 824 1936 |12.7 |69-129 20
Toluene 21.4 25.8 ND 25 85.6 |103.2 |18.6 |70-130 20
Methy! tert-butyl ether 94.8 97.2 7.7 25 92.4 1102.0 |9.9 65-165 20
Surrogate(s)
1,2-Dichloroethane-d4 476 468 500 |[95.2 |93.6 73-130
Toluene-d8 504 531 500 |100.8 | 106.2 81-114

Severn Trent Laboratories, Inc. 04/20/2005 15:58

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 7
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ST‘L Submission#: 2005-04-0329

TRENT

Blaine Tech Services, Inc. April 25, 2005
1680 Rogers Avenue

San Jose, CA 95112-1105
Attn.: Josh Kerns

Project#: 050406-BS1
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Dear Mr. Kerns,

Attached is our report for your samples received on 04/08/2005 12:00
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
05/23/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN

TRENT

Easm O 1 L

Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-1 04/07/2005 10:40 Water 1
S-2 04/06/2005 15:45 Water 2
S-3 04/07/2005 12:00 Water 3
S-4 04/07/2005 10:15 Water 4
S-5 04/07/2005 11:10 Water 5
S-6 04/07/2005 09:30 Water 6
S-7 04/06/2005 15:15 Water 7
S-8 04/07/2005 08:45 Water 8
S-9 04/07/2005 11:35 Water 9
S-12 04/07/2005 09:50 Water 10
S-14 04/07/2005 08:25 Water 11
S-15 04/07/2005 08:05 Water 12
S-16 04/07/2005 07:45 Water 13
EW-1 04/06/2005 14:10 Water 14
EW-2 04/06/2005 14:15 Water 15
EW-3 04/06/2005 14:25 Water 16
EW-4 04/06/2005 14:30 Water 17
EW-5 04/06/2005 14:35 Water 18

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/25/2005 16:25
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S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-1 Lab ID: 2005-04-0329 - 1

Sampled: 04/07/2005 10:40 Extracted: 4/21/2005 16:33

Matrix: Water QC Batch#: 2005/04/21-1B.65
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/21/2005 16:33
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 16:33
Toluene ND 0.50 ug/L 1.00 [ 04/21/2005 16:33
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 16:33
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 16:33
tert-Butyl alcohol (TBA) 150 5.0 ug/L 1.00 | 04/21/2005 16:33
Methyl tert-butyl ether (MTBE) 47 0.50 ug/L 1.00 [ 04/21/2005 16:33
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 16:33
Surrogate(s)
1,2-Dichloroethane-d4 88.3 73-130 % 1.00 | 04/21/2005 16:33
Toluene-d8 96.1 81-114 % 1.00 [ 04/21/2005 16:33

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 32



SEVERN STI
TRENT

Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1

Received: 04/08/2005 12:00

98995885
Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-2 Lab ID: 2005-04-0329 - 2

Sampled: 04/06/2005 15:45 Extracted:  4/20/2005 10:39

Matrix: Water QC Batch#: 2005/04/20-1B.64
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/20/2005 10:39
Benzene ND 0.50 ug/L 1.00 [ 04/20/2005 10:39
Toluene ND 0.50 ug/L 1.00 [ 04/20/2005 10:39
Ethylbenzene ND 0.50 ug/L 1.00 | 04/20/2005 10:39
Total xylenes ND 1.0 ug/L 1.00 | 04/20/2005 10:39
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 04/20/2005 10:39
Methyl tert-butyl ether (MTBE) 0.62 0.50 ug/L 1.00 | 04/20/2005 10:39
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/20/2005 10:39
Surrogate(s)
1,2-Dichloroethane-d4 104.0 73-130 % 1.00 [ 04/20/2005 10:39
Toluene-d8 105.8 81-114 % 1.00 | 04/20/2005 10:39

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 32

04/25/2005 16:25



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-3 Lab ID: 2005-04-0329 - 3

Sampled: 04/07/2005 12:00 Extracted: 4/21/2005 17:57

Matrix: Water QC Batch#: 2005/04/21-1B.65

Analysis Flag: L2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 25000 ug/L 500.00 | 04/21/2005 17:57
Benzene ND 250 ug/L 500.00 [ 04/21/2005 17:57
Toluene ND 250 ug/L 500.00 | 04/21/2005 17:57
Ethylbenzene ND 250 ug/L 500.00 | 04/21/2005 17:57
Total xylenes ND 500 ug/L 500.00 [ 04/21/2005 17:57
tert-Butyl alcohol (TBA) 9700 2500 ug/L 500.00 | 04/21/2005 17:57
Methyl tert-butyl ether (MTBE) 18000 250 ug/L 500.00 | 04/21/2005 17:57
tert-Amyl methyl ether (TAME) ND 1000 ug/L 500.00 | 04/21/2005 17:57
Surrogate(s)
1,2-Dichloroethane-d4 91.7 73-130 % 500.00 | 04/21/2005 17:57
Toluene-d8 99.2 81-114 % 500.00 | 04/21/2005 17:57

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-4 Lab ID: 2005-04-0329 - 4

Sampled: 04/07/2005 10:15 Extracted: 4/21/2005 18:25

Matrix: Water QC Batch#: 2005/04/21-1B.65
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/21/2005 18:25
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:25
Toluene ND 0.50 ug/L 1.00 | 04/21/2005 18:25
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:25
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 18:25
tert-Butyl alcohol (TBA) 81 5.0 ug/L 1.00 | 04/21/2005 18:25
Methyl tert-butyl ether (MTBE) 91 0.50 ug/L 1.00 [ 04/21/2005 18:25
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 18:25
Surrogate(s)
1,2-Dichloroethane-d4 92.8 73-130 % 1.00 | 04/21/2005 18:25
Toluene-d8 100.6 81-114 % 1.00 [ 04/21/2005 18:25

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-5 Lab ID: 2005-04-0329 - 5

Sampled: 04/07/2005 11:10 Extracted: 4/21/2005 18:53

Matrix: Water QC Batch#: 2005/04/21-1B.65
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/21/2005 18:53
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:53
Toluene ND 0.50 ug/L 1.00 [ 04/21/2005 18:53
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:53
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 18:53
tert-Butyl alcohol (TBA) 46 5.0 ug/L 1.00 | 04/21/2005 18:53
Methyl tert-butyl ether (MTBE) 120 0.50 ug/L 1.00 [ 04/21/2005 18:53
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 18:53
Surrogate(s)
1,2-Dichloroethane-d4 90.7 73-130 % 1.00 | 04/21/2005 18:53
Toluene-d8 101.8 81-114 % 1.00 [ 04/21/2005 18:53

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-6 Lab ID: 2005-04-0329 - 6

Sampled: 04/07/2005 09:30 Extracted: 4/21/2005 16:41

Matrix: Water QC Batch#: 2005/04/21-2B.68
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/21/2005 16:41
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 16:41
Toluene ND 0.50 ug/L 1.00 | 04/21/2005 16:41
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 16:41
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 16:41
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/21/2005 16:41
Methyl tert-butyl ether (MTBE) 1.2 0.50 ug/L 1.00 [ 04/21/2005 16:41
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 16:41
Surrogate(s)
1,2-Dichloroethane-d4 105.4 73-130 % 1.00 | 04/21/2005 16:41
Toluene-d8 95.6 81-114 % 1.00 [ 04/21/2005 16:41

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-7 Lab ID: 2005-04-0329 - 7

Sampled: 04/06/2005 15:15 Extracted:  4/20/2005 11:01

Matrix: Water QC Batch#: 2005/04/20-1B.64
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/20/2005 11:01
Benzene ND 0.50 ug/L 1.00 [ 04/20/2005 11:01
Toluene ND 0.50 ug/L 1.00 | 04/20/2005 11:01
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/20/2005 11:01
Total xylenes ND 1.0 ug/L 1.00 | 04/20/2005 11:01
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/20/2005 11:01
Methyl tert-butyl ether (MTBE) ND 0.50 ug/L 1.00 [ 04/20/2005 11:01
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/20/2005 11:01
Surrogate(s)
1,2-Dichloroethane-d4 108.9 73-130 % 1.00 [ 04/20/2005 11:01
Toluene-d8 106.7 81-114 % 1.00 [ 04/20/2005 11:01

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 8 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-8 Lab ID: 2005-04-0329 - 8

Sampled: 04/07/2005 08:45 Extracted: 4/21/2005 16:59

Matrix: Water QC Batch#: 2005/04/21-2B.68
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/21/2005 16:59
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 16:59
Toluene ND 0.50 ug/L 1.00 [ 04/21/2005 16:59
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 16:59
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 16:59
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/21/2005 16:59
Methyl tert-butyl ether (MTBE) ND 0.50 ug/L 1.00 [ 04/21/2005 16:59
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 16:59
Surrogate(s)
1,2-Dichloroethane-d4 103.5 73-130 % 1.00 | 04/21/2005 16:59
Toluene-d8 94.7 81-114 % 1.00 [ 04/21/2005 16:59

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 9 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-9 Lab ID: 2005-04-0329 - 9

Sampled: 04/07/2005 11:35 Extracted: 4/21/2005 17:17

Matrix: Water QC Batch#: 2005/04/21-2B.68

Analysis Flag: L2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 1000 ug/L 20.00 | 04/21/2005 17:17
Benzene ND 10 ug/L 20.00 [ 04/21/2005 17:17
Toluene ND 10 ug/L 20.00 | 04/21/2005 17:17
Ethylbenzene ND 10 ug/L 20.00 | 04/21/2005 17:17
Total xylenes ND 20 ug/L 20.00 | 04/21/2005 17:17
tert-Butyl alcohol (TBA) ND 100 ug/L 20.00 | 04/21/2005 17:17
Methyl tert-butyl ether (MTBE) 600 10 ug/L 20.00 | 04/21/2005 17:17
tert-Amyl methyl ether (TAME) ND 40 ug/L 20.00 [ 04/21/2005 17:17
Surrogate(s)
1,2-Dichloroethane-d4 104.8 73-130 % 20.00 | 04/21/2005 17:17
Toluene-d8 93.1 81-114 % 20.00 | 04/21/2005 17:17

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-12 Lab ID: 2005-04-0329 - 10

Sampled: 04/07/2005 09:50 Extracted: 4/21/2005 17:35

Matrix: Water QC Batch#: 2005/04/21-2B.68
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/21/2005 17:35
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 17:35
Toluene ND 0.50 ug/L 1.00 [ 04/21/2005 17:35
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 17:35
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 17:35
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/21/2005 17:35
Methyl tert-butyl ether (MTBE) 1.2 0.50 ug/L 1.00 [ 04/21/2005 17:35
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 17:35
Surrogate(s)
1,2-Dichloroethane-d4 103.8 73-130 % 1.00 [ 04/21/2005 17:35
Toluene-d8 96.1 81-114 % 1.00 [ 04/21/2005 17:35

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-14 Lab ID: 2005-04-0329 - 11

Sampled: 04/07/2005 08:25 Extracted: 4/21/2005 17:53

Matrix: Water QC Batch#: 2005/04/21-2B.68
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/21/2005 17:53
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 17:53
Toluene ND 0.50 ug/L 1.00 [ 04/21/2005 17:53
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 17:53
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 17:53
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/21/2005 17:53
Methyl tert-butyl ether (MTBE) 11 0.50 ug/L 1.00 [ 04/21/2005 17:53
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 17:53
Surrogate(s)
1,2-Dichloroethane-d4 105.7 73-130 % 1.00 [ 04/21/2005 17:53
Toluene-d8 95.6 81-114 % 1.00 [ 04/21/2005 17:53

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 32
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Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1

Received: 04/08/2005 12:00

98995885
Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-15 Lab ID: 2005-04-0329 - 12

Sampled: 04/07/2005 08:05 Extracted: 4/21/2005 18:11

Matrix: Water QC Batch#: 2005/04/21-2B.68
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/21/2005 18:11
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:11
Toluene ND 0.50 ug/L 1.00 [ 04/21/2005 18:11
Ethylbenzene ND 0.50 ug/L 1.00 | 04/21/2005 18:11
Total xylenes ND 1.0 ug/L 1.00 |1 04/21/2005 18:11
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 04/21/2005 18:11
Methyl tert-butyl ether (MTBE) 9.4 0.50 ug/L 1.00 | 04/21/2005 18:11
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 18:11
Surrogate(s)
1,2-Dichloroethane-d4 104.8 73-130 % 1.00 [ 04/21/2005 18:11
Toluene-d8 96.7 81-114 % 1.00 | 04/21/2005 18:11

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/25/2005 16:25

Page 13 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-16 Lab ID: 2005-04-0329 - 13

Sampled: 04/07/2005 07:45 Extracted: 4/21/2005 18:29

Matrix: Water QC Batch#: 2005/04/21-2B.68
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/21/2005 18:29
Benzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:29
Toluene ND 0.50 ug/L 1.00 | 04/21/2005 18:29
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/21/2005 18:29
Total xylenes ND 1.0 ug/L 1.00 | 04/21/2005 18:29
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/21/2005 18:29
Methyl tert-butyl ether (MTBE) 74 0.50 ug/L 1.00 [ 04/21/2005 18:29
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 04/21/2005 18:29
Surrogate(s)
1,2-Dichloroethane-d4 105.1 73-130 % 1.00 | 04/21/2005 18:29
Toluene-d8 95.2 81-114 % 1.00 [ 04/21/2005 18:29

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 14 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-1 Lab ID: 2005-04-0329 - 14

Sampled: 04/06/2005 14:10 Extracted: 4/20/2005 11:23

Matrix: Water QC Batch#: 2005/04/20-1B.64
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/20/2005 11:23
Benzene ND 0.50 ug/L 1.00 [ 04/20/2005 11:23
Toluene ND 0.50 ug/L 1.00 | 04/20/2005 11:23
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/20/2005 11:23
Total xylenes ND 1.0 ug/L 1.00 | 04/20/2005 11:23
tert-Butyl alcohol (TBA) 9.1 5.0 ug/L 1.00 | 04/20/2005 11:23
Methyl tert-butyl ether (MTBE) 130 0.50 ug/L 1.00 [ 04/20/2005 11:23
Surrogate(s)
1,2-Dichloroethane-d4 109.2 73-130 % 1.00 [ 04/20/2005 11:23
Toluene-d8 104.5 81-114 % 1.00 | 04/20/2005 11:23

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 15 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-2 Lab ID: 2005-04-0329 - 15

Sampled: 04/06/2005 14:15 Extracted: 4/20/2005 11:44

Matrix: Water QC Batch#: 2005/04/20-1B.64
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/20/2005 11:44
Benzene ND 0.50 ug/L 1.00 [ 04/20/2005 11:44
Toluene ND 0.50 ug/L 1.00 | 04/20/2005 11:44
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/20/2005 11:44
Total xylenes ND 1.0 ug/L 1.00 | 04/20/2005 11:44
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 04/20/2005 11:44
Methyl tert-butyl ether (MTBE) 68 0.50 ug/L 1.00 [ 04/20/2005 11:44
Surrogate(s)
1,2-Dichloroethane-d4 108.2 73-130 % 1.00 [ 04/20/2005 11:44
Toluene-d8 99.2 81-114 % 1.00 | 04/20/2005 11:44

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 16 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-3 Lab ID: 2005-04-0329 - 16

Sampled: 04/06/2005 14:25 Extracted: 4/20/2005 21:23

Matrix: Water QC Batch#: 2005/04/20-2B.64

Analysis Flag: L2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 2500 ug/L 50.00 | 04/20/2005 21:23
Benzene ND 25 ug/L 50.00 | 04/20/2005 21:23
Toluene ND 25 ug/L 50.00 | 04/20/2005 21:23
Ethylbenzene ND 25 ug/L 50.00 | 04/20/2005 21:23
Total xylenes ND 50 ug/L 50.00 [ 04/20/2005 21:23
tert-Butyl alcohol (TBA) ND 250 ug/L 50.00 | 04/20/2005 21:23
Methyl tert-butyl ether (MTBE) 4400 25 ug/L 50.00 [ 04/20/2005 21:23
Surrogate(s)
1,2-Dichloroethane-d4 107.4 73-130 % 50.00 [ 04/20/2005 21:23
Toluene-d8 97.7 81-114 % 50.00 | 04/20/2005 21:23

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 17 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-4 Lab ID: 2005-04-0329 - 17

Sampled: 04/06/2005 14:30 Extracted:  4/20/2005 12:28

Matrix: Water QC Batch#: 2005/04/20-1B.64
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/20/2005 12:28
Benzene ND 0.50 ug/L 1.00 [ 04/20/2005 12:28
Toluene ND 0.50 ug/L 1.00 | 04/20/2005 12:28
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/20/2005 12:28
Total xylenes ND 1.0 ug/L 1.00 | 04/20/2005 12:28
tert-Butyl alcohol (TBA) 6.3 5.0 ug/L 1.00 | 04/20/2005 12:28
Methyl tert-butyl ether (MTBE) 150 0.50 ug/L 1.00 [ 04/20/2005 12:28
Surrogate(s)
1,2-Dichloroethane-d4 104.1 73-130 % 1.00 [ 04/20/2005 12:28
Toluene-d8 103.4 81-114 % 1.00 | 04/20/2005 12:28

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 18 of 32



SEVERN

TRENT

Submission: 2005-04-0329

Easm O 1 L

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00

98995885
Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-5 Lab ID: 2005-04-0329 - 18

Sampled: 04/06/2005 14:35 Extracted: 4/20/2005 21:45

Matrix: Water QC Batch#: 2005/04/20-2B.64

Analysis Flag: L2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 500 ug/L 10.00 [ 04/20/2005 21:45
Benzene ND 5.0 ug/L 10.00 [ 04/20/2005 21:45
Toluene ND 5.0 ug/L 10.00 [ 04/20/2005 21:45
Ethylbenzene ND 5.0 ug/L 10.00 | 04/20/2005 21:45
Total xylenes ND 10 ug/L 10.00 | 04/20/2005 21:45
tert-Butyl alcohol (TBA) ND 50 ug/L 10.00 [ 04/20/2005 21:45
Methyl tert-butyl ether (MTBE) 1400 5.0 ug/L 10.00 | 04/20/2005 21:45
Surrogate(s)
1,2-Dichloroethane-d4 105.5 73-130 % 10.00 | 04/20/2005 21:45
Toluene-d8 97.7 81-114 % 10.00 [ 04/20/2005 21:45

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 19 of 32

A part of Severn Trent Plc



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/20-1B.64
MB: 2005/04/20-1B.64-030 Date Extracted: 04/20/2005 07:30
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/20/2005 07:30
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/20/2005 07:30
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 04/20/2005 07:30
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 04/20/2005 07:30
Benzene ND 0.5 ug/L 04/20/2005 07:30
Toluene ND 0.5 ug/L 04/20/2005 07:30
Ethylbenzene ND 0.5 ug/L 04/20/2005 07:30
Total xylenes ND 1.0 ug/L 04/20/2005 07:30
Surrogates(s)
1,2-Dichloroethane-d4 103.2 73-130 % 04/20/2005 07:30
Toluene-d8 103.6 81-114 % 04/20/2005 07:30
Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 20 of 32



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/20-2B.64
MB: 2005/04/20-2B.64-029 Date Extracted: 04/20/2005 18:29
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/20/2005 18:29
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/20/2005 18:29
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 04/20/2005 18:29
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 04/20/2005 18:29
Benzene ND 0.5 ug/L 04/20/2005 18:29
Toluene ND 0.5 ug/L 04/20/2005 18:29
Ethylbenzene ND 0.5 ug/L 04/20/2005 18:29
Total xylenes ND 1.0 ug/L 04/20/2005 18:29
Surrogates(s)
1,2-Dichloroethane-d4 105.3 73-130 % 04/20/2005 18:29
Toluene-d8 102.1 81-114 % 04/20/2005 18:29
Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 21 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/21-1B.65
MB: 2005/04/21-1B.65-002 Date Extracted: 04/21/2005 16:02
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/21/2005 16:02
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/21/2005 16:02
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 04/21/2005 16:02
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 04/21/2005 16:02
Benzene ND 0.5 ug/L 04/21/2005 16:02
Toluene ND 0.5 ug/L 04/21/2005 16:02
Ethylbenzene ND 0.5 ug/L 04/21/2005 16:02
Total xylenes ND 1.0 ug/L 04/21/2005 16:02
Surrogates(s)
1,2-Dichloroethane-d4 85.8 73-130 % 04/21/2005 16:02
Toluene-d8 98.4 81-114 % 04/21/2005 16:02

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 22 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/21-2B.68
MB: 2005/04/21-2B.68-011 Date Extracted: 04/21/2005 16:11
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/21/2005 16:11
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/21/2005 16:11
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 04/21/2005 16:11
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 04/21/2005 16:11
Benzene ND 0.5 ug/L 04/21/2005 16:11
Toluene ND 0.5 ug/L 04/21/2005 16:11
Ethylbenzene ND 0.5 ug/L 04/21/2005 16:11
Total xylenes ND 1.0 ug/L 04/21/2005 16:11
Surrogates(s)
1,2-Dichloroethane-d4 85.2 73-130 % 04/21/2005 16:11
Toluene-d8 92.4 81-114 % 04/21/2005 16:11

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 23 of 32



SEVERN STI
TRENT

Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/20-1B.64

LCS 2005/04/20-1B.64-008 Extracted: 04/20/2005 Analyzed: 04/20/2005 07:08
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 22.9 25 91.6 65-165( 20

Benzene 22.6 25 90.4 69-129| 20

Toluene 24.2 25 96.8 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 501 500 100.2 73-130

Toluene-d8 520 500 104.0 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/25/2005 16:25

Page 24 of 32



SEVERN STI
TRENT

Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/20-2B.64

LCS 2005/04/20-2B.64-051 Extracted: 04/20/2005 Analyzed: 04/20/2005 18:51
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 24.6 25 98.4 65-165( 20

Benzene 24.2 25 96.8 69-129( 20

Toluene 25.2 25 100.8 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 479 500 95.8 73-130

Toluene-d8 509 500 101.8 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/25/2005 16:25

Page 25 of 32



SEVERN STI
TRENT

Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/21-1B.65

LCS 2005/04/21-1B.65-029 Extracted: 04/21/2005 Analyzed: 04/21/2005 15:28
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 24.4 25 97.6 65-165( 20

Benzene 28.9 25 115.6 69-129( 20

Toluene 28.3 25 113.2 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 381 500 76.2 73-130

Toluene-d8 513 500 102.6 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/25/2005 16:25

Page 26 of 32



SEVERN STI
TRENT

Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/21-2B.68

LCS 2005/04/21-2B.68-053 Extracted: 04/21/2005 Analyzed: 04/21/2005 15:53

LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 22.9 25 91.6 65-165| 20

Benzene 22.3 25 89.2 69-129| 20

Toluene 24.2 25 96.8 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 388 500 77.6 73-130

Toluene-d8 475 500 95.0 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/25/2005 16:25

Page 27 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/20-1B.64
MS/MSD Lab ID: 2005-04-0327 - 002
MS: 2005/04/20-1B.64-056 Extracted: 04/20/2005 Analyzed: 04/20/2005 09:56
Dilution: 1.00
MSD: 2005/04/20-1B.64-018 Extracted: 04/20/2005 Analyzed: 04/20/2005 10:18
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 29.8 313 ND 25 119.2 |1 125.2 | 4.9 65-165 20
Benzene 26.7 27.0 ND 25 106.8 | 108.0 | 1.1 69-129 20
Toluene 27.2 28.0 ND 25 108.8 | 112.0 | 2.9 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 506 521 500 |[101.3 | 104.2 73-130
Toluene-d8 512 517 500 |[102.4 | 103.4 81-114

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 28 of 32



TRENT

S TI Submission: 2005-04-0329

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/20-2B.64
MS/MSD Lab ID: 2005-04-0318 - 002
MS: 2005/04/20-2B.64-016 Extracted: 04/21/2005 Analyzed: 04/21/2005 00:16
Dilution: 1.00
MSD: 2005/04/20-2B.64-037 Extracted: 04/21/2005 Analyzed: 04/21/2005 00:37
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 35.5 37.4 13.3 25 88.8 |964 |8.2 65-165 20
Benzene 21.9 254 ND 25 87.6 |101.6 |14.8 |69-129 20
Toluene 23.8 25.6 ND 25 952 1024 |73 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 532 539 500 |106.5 | 107.8 73-130
Toluene-d8 518 509 500 |[103.6 |101.8 81-114

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 29 of 32



S TI Submission: 2005-04-0329

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/21-1B.65
S-1 >>MS Lab ID: 2005-04-0329 - 001
MS: 2005/04/21-1B.65-013 Extracted: 04/21/2005 Analyzed: 04/21/2005 17:00
Dilution: 1.00
MSD: 2005/04/21-1B.65-030 Extracted: 04/21/2005 Analyzed: 04/21/2005 17:30
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD |[RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 55.9 61.3 471 25 352 |[56.8 |47.0 |65-165 20 M5 M5,R1
Benzene 234 21.7 ND 25 936 |868 |75 69-129 20
Toluene 22.6 23.8 ND 25 904 |952 |52 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 353 381 500 |70.6 |[76.2 73-130 S6
Toluene-d8 505 505 500 |[101.0 | 101.0 81-114

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 30 of 32



SEVERN

TRENT

Submission: 2005-04-0329

Easm O 1 L

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/21-2B.68

MS/MSD Lab ID: 2005-04-0355 - 003
MS: 2005/04/21-2B.68-019 Extracted: 04/21/2005 Analyzed: 04/21/2005 20:19
Dilution: 1.00
MSD: 2005/04/21-2B.68-037 Extracted: 04/21/2005 Analyzed: 04/21/2005 20:37
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 265 268 217 25 192.0 | 204.0 | 6.1 65-165 20 M4 M4
Benzene 242 247 207 25 140.0 | 160.0 | 13.3 | 69-129 20 M4 M4
Toluene 24.4 25.3 0.58 25 953 989 |37 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 486 497 500 |[97.2 (994 73-130
Toluene-d8 490 490 500 |[98.0 |[98.0 81-114

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 31 of 32

A part of Severn Trent Plc



S TI Submission: 2005-04-0329

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Analysis Flag
L2
Reporting limits were raised due to high level of analyte present
in the sample.
Result Flag
M4
MS/MSD spike recoveries were above acceptance limits.
See blank spike (LCS).
M5
MS/MSD spike recoveries were below acceptance limits.
See blank spike (LCS).
R1
Analyte RPD was out of QC limits.
S6

Surrogate recoveries lower than acceptance limits.
Matrix interference suspected

Severn Trent Laboratories, Inc. 04/25/2005 16:25

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 32 of 32
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TRENT

Easm O 1 L

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Submission: 2005-04-0329

Received: 04/08/2005 12:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-1 04/07/2005 10:40 Water 1
S-2 04/06/2005 15:45 Water 2
S-3 04/07/2005 12:00 Water 3
S-4 04/07/2005 10:15 Water 4
S-5 04/07/2005 11:10 Water 5
S-6 04/07/2005 09:30 Water 6
S-7 04/06/2005 15:15 Water 7
S-8 04/07/2005 08:45 Water 8
S-9 04/07/2005 11:35 Water 9
S-12 04/07/2005 09:50 Water 10
S-14 04/07/2005 08:25 Water 11
S-15 04/07/2005 08:05 Water 12
S-16 04/07/2005 07:45 Water 13

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/23/2005 12:54

Page 1 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-1 Lab ID: 2005-04-0329 - 1

Sampled: 04/07/2005 10:40 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 09:23
Surrogate(s)
o-Terphenyl 125.9 60-130 % 1.00 | 04/21/2005 09:23

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-2 Lab ID: 2005-04-0329 - 2

Sampled: 04/06/2005 15:45 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 08:28
Surrogate(s)
o-Terphenyl 122.6 60-130 % 1.00 | 04/21/2005 08:28

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-3 Lab ID: 2005-04-0329 - 3

Sampled: 04/07/2005 12:00 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 04/21/2005 05:17
Surrogate(s)
o-Terphenyl 123.5 60-130 % 1.00 [ 04/21/2005 05:17

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-4 Lab ID: 2005-04-0329 - 4

Sampled: 04/07/2005 10:15 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 04/21/2005 05:45
Surrogate(s)
o-Terphenyl 123.9 60-130 % 1.00 [ 04/21/2005 05:45

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-5 Lab ID: 2005-04-0329 - 5

Sampled: 04/07/2005 11:10 Extracted: 4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 01:40
Surrogate(s)
o-Terphenyl 123.8 60-130 % 1.00 | 04/21/2005 01:40

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-6 Lab ID: 2005-04-0329 - 6

Sampled: 04/07/2005 09:30 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 02:07
Surrogate(s)
o-Terphenyl 124.3 60-130 % 1.00 [ 04/21/2005 02:07

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-7 Lab ID: 2005-04-0329 - 7

Sampled: 04/06/2005 15:15 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 08:56
Surrogate(s)
o-Terphenyl 125.6 60-130 % 1.00 [ 04/21/2005 08:56

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 8 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-8 Lab ID: 2005-04-0329 - 8

Sampled: 04/07/2005 08:45 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 02:34
Surrogate(s)
o-Terphenyl 121.4 60-130 % 1.00 [ 04/21/2005 02:34

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 9 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-9 Lab ID: 2005-04-0329 - 9

Sampled: 04/07/2005 11:35 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 03:02
Surrogate(s)
o-Terphenyl 125.9 60-130 % 1.00 [ 04/21/2005 03:02

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-12 Lab ID: 2005-04-0329 - 10

Sampled: 04/07/2005 09:50 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 03:29
Surrogate(s)
o-Terphenyl 1271 60-130 % 1.00 | 04/21/2005 03:29

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-14 Lab ID: 2005-04-0329 - 11

Sampled: 04/07/2005 08:25 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 03:56
Surrogate(s)
o-Terphenyl 125.4 60-130 % 1.00 [ 04/21/2005 03:56

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-15 Lab ID: 2005-04-0329 - 12

Sampled: 04/07/2005 08:05 Extracted:  4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 04/21/2005 05:17
Surrogate(s)
o-Terphenyl 129.0 60-130 % 1.00 [ 04/21/2005 05:17

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 13 of 16



S TI Submission: 2005-04-0329

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1 Received: 04/08/2005 12:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-16 Lab ID: 2005-04-0329 - 13

Sampled: 04/07/2005 07:45 Extracted: 4/18/2005 12:57

Matrix: Water QC Batch#: 2005/04/18-05.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/21/2005 05:45
Surrogate(s)
o-Terphenyl 127.3 60-130 % 1.00 | 04/21/2005 05:45

Severn Trent Laboratories, Inc. 04/23/2005 12:54

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 14 of 16



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Submission: 2005-04-0329

Diesel (C9-C24) with Silica Gel Clean-up

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1
98995885

Received: 04/08/2005 12:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/04/18-05.10
MB: 2005/04/18-05.10-001 Date Extracted: 04/18/2005 12:57
Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 04/21/2005 06:12
Surrogates(s)
o-Terphenyl 118.4 60-130 % 04/21/2005 06:12

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/23/2005 12:54

Page 15 of 16



SEVERN STI
TRENT

Submission: 2005-04-0329

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: 050406-BS1

Received: 04/08/2005 12:00

98995885
Site: 5060 Redwood Drive, Rohnert Park
Batch QC Report
Prep(s): 3511 Test(s): 8015M
Laboratory Control Spike Water QC Batch # 2005/04/18-05.10

LCS 2005/04/18-05.10-002
LCSD 2005/04/18-05.10-003

Extracted: 04/18/2005
Extracted: 04/18/2005

Analyzed: 04/21/2005 06:39
Analyzed: 04/21/2005 07:07

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Diesel 589 683 680 86.6 100.4 |14.8| 60-150| 25

Surrogates(s)

o-Terphenyl 1.30 1.43 1.25 104.3 | 1144 60-130( O

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/23/2005 12:54

Page 16 of 16
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- WELLHEAD INSPEGTION CHECKLIST

. , Page__\_of “&
Client Shel) Date Y- -0
Site Address SC GO dwood Dr, RoW vet Por K
Job Number &5 64 @ - BS Technician B, 5‘”’3‘*‘ wset]
oo | ("ot et | o | o | T | | et | | optecre
Well ID Action Required Wellbox | Cleaneg | ePlaced [ Replaced (gzﬂ:")“ (g:ﬂaf)" Submitted
S-| t\ll-—
ST X X
$-3 P
5-¢ X
5-5 Nd
5, gs
5-7 X
5- s
59 K
3<10 K
51 KL
S-1t X
S5-13 X
s X %
5-15° o
A *
NOTES:
BLAINE TECH SERVIGES. INC. SAM JOSE SACRAMENTO LOS ANGELES SAN DIEGO www.blainetech.com



- WELLHEAD INSPECTION CHECKLIST

. . Page Z of _Z_'__
Client She || | Date  H-6-o5
' Site Address 506 Lod 16 od D, Rohnect Par K
Job Number €5 0H06 - 45) Technician 5,()4». o set?”
et | o Bl NP I Ll Bl
Well ID Adiion Required Wellbox | Cleaned eplaced | Replaced (E::’;“?J;‘ (E::’[::I')" Submitied
£ | v
g /
Ew-% J
Zeo- o )

&5 Y,

NOTES:

BLAINE TECH SERVICES. INC. SAN JOSE SACRAMENTO LOS ANGELES SAN DIEGO www.blainetech.com



Repair Data Sheet Page - of

Client SHELL Date 2-9-0¢%

Site Address  Sb660 REDWOSD De. | PoHNERT Pagk
)
Job Number 080%09 -Tm 2- Technician T. MUALLI Y

Check Indicates deficiency
> =
kel c 2 o
. @ i1] 6% © =}
. T 5 w 258 || B woB | T6 &
Inspection |5, & 2 >3 8|53 5 282 | 5= i
a2x| o | %19 e >laol o B o0 20 =3
. otc| & Sl - = ol © g |5 a® & £ 0S¢ =8 5
P t .5 6 Q = [ » 5 s | D} G opl|lec a . 6Jd5 =30 . ]
O|n g gl Q - | @ = 2 =4 o wl| = S r S |Is€ 8 53
EEE I I wla|ts sle2islsz|s<l =2 | 585183558 =
(Well ID or 82|l 2l 31 8l ol 5[] 2 BlO|o|lg=l8c|f €0 |28gi€g80] @
s er s BE=] — c [} T = [T — F h = &
descriptionof |[EBEl St 2133|2168 T|lZ|ls|=2/z2ll 68 |25 |Egas| &
location sl v | o | @ 2| E|l&lB8laslElalE|lmellx 5o 222 1|55% % =
ocation) gl |||l S| 2| SlmlglEe|laldlSa|28|| &0 |05 |d0ow S
X. 1 4 A

S"’l Noles: |1p € @e KE’\), Areon CLACKED
f BotT mes Broked ofF  — | weuBex ;3 §46S (owcefTe

x Y

9" [ { Notes:

RETAPPED s HELIGUED | ) Heercon | 2 BOLTS

Noles:

|
Notes:

|
Notes:
Notes:

BLAINE TECH SERVICES, INC. SAM JOSE SACRAMENTO LOS ANGELES SAN DIEGO wvon Dlainetogh com



Project i o50fce-BS |

. WELL GAUGING DATA

Date  O4-0(-D5

Client

<Sloe

[/

site. 6060 Redwood Drive Rehnert Tor b
wel pepthio | ot | st Survey

S o vl iy s Il N g e

s-\ ¢ '~"zq-;'\q;';) ] Shtnonl 584 | 1f.24 3
Moo 11 N i 19,27 =

s3 | T _c,qwl,t;)"w/ SThger 7057 i8% h

sy 1 C Y 622 189 o &

55 L 537 | 1%.21 A

s | T bl 11,17 3 -
w517 .57 | 1%16 s
L 5F 2 | 500 1%l u

sq | T decwnedlwl stier | 13> 1\ Gy 3
M50 T 1555 1507 e
¥ v ¢ 0,0 16,2 2

- 2 5.9% 117210 M
K2 2 S0 170 /103
J sy | T 423 [|§,03 ) 5

sius” T | 4|5 $2a e

5-16 |7 3 13,47 A
¥ -y i‘% gouged D PuP riannain, L3 — ol

>

/.

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (408) 573-0555

N
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e K

| WELL GAUGING DATA

Project# 03106 185)  pue  od-06-05  Clent _Sbell

sie. 800 KCG’C‘-‘C?J Peive Roheer+ P, K

Thickness | Volume of

Well Depth to of [mmiscibies ) Survey
Size | Sheen/ |Immiscible|Immiscible| Removed |Depth to water| Depth to well | Point: TOB
Well [D (in.) Qdor | Liquid (£t.) | Liquid (ft.) {ml) (ft.) bottom (ft.) or TOC
w- T ’{ f Z& — - O
E Oawgrd | W Parg o ié( Z
, A T )
eW-3 [{ i £ | ‘b\ Lfg - (A 3
' NS ¢l ‘{
e-q | ¢ 36|~ .4
g w—-5 q Pt ! ¢ ‘—\ :Z(Sf e a 7

L

* | S"O SH“I Qn() S"z ?"f‘!tc) 4 sc‘-tw.pfc.
Liesk' 1due o Senple ?t‘d(lqp for | Short Po‘) Fomes,

* * ﬁ?t’e’- HPw g D 0. ke~ -Frem (& L(P in Skee J

oY down hdle dud Fo Site + plep Syshem
[

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (408) 573-0555



SHELL WELL MONITORING DATA SHEET

Brs#  050406-BS1 site: 98995885
Sampler: B Summersett Date: &¥-7-o5—
Well LD S| Well Diameter: (@ 3 4 6 8

Total Well Depth (TD): | §, 2] Depth to Water (DTW):  § 9
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: 2% Grade D.O. Meter (if req'd): & HACH

DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:

8

35

Purge Method: \gailer

/Bailer

‘Waterra Sampling Method:
’1.-,/1’ Disposable Bailer Peristaltic Disposable Bailer
144 Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter _ Multiplier Well Diameter  Multiplier
1" 0.04 4" 0.65
|, 0‘ (Gals.) X 3 = 5461 Gals. 2: 0.16 6“h 1':7_ -
i Case Volume Specified Volumes  Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp (°F)| pH (mS orflS) (NTUs) Gals. Removed Observations
log] ¢35 | 20| 681 v | 2O
1036 | 616 |09 727 Speo | 4.0
(03¢ |65 [6 %] 8% | sveee | €O
¥ | O

Did well dewater?

Yes

&’

Gallons actually evacuated:

&0

Sampling Date: 4/7/ps~ Sampling Time: | > L{O Depth to Water:

$.07

Sample 1.D.: S- \ Laboratory: STL

Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME

EB 1.D. (if applicable): @ Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: '23 "Bl Post-purge: "
O.RP. (ifreq'd):  Pre-purge: 3 0‘ my Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  050406-BS1 site: 98995885
Sampler: B Summersett Date: Y / L/or”
Well LD.: <S-T Well Diameter: &7 3 4 6 8
Total Well Depth (TD): | 4,27 Depth to Water DTW):  (,, (T
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: o Grade D.O. Meter (if req'd): &sl HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: % as”
Purge Method: ‘Aailer Waterra Sampling Method: Vgailcr
vfr) Disposable Bailer Peristaltic Disposable Bailer
\\‘ " Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter __Multiplier Well Diameter  Multiplier
" 0.04 4" 0.65
1, A (Gals) X 3 - 9.0 s > 0.16 ¢ Lar
1 Case Volume Specified Volumes _ Calculated Volume 3 031 Other radius* 0.163
Cond. Turbidity |
Time Temp (F)| pH (mS or (NTUs) Gals. Removed Observations
1638 | 63:[ | &% w35 | L% 2.0
(54D | 633 L3 | 1389 750 4,0

1543 | €53 | 6.9

1907 | 71 6.0

(e 74

Did well dewater? Yes

&

Gallons actually evacuated:

Sampling Date: Y [(,/p§~ Sampling Time: | 54g~ Depth to Water:

SPO

Sample LD.: & -7

STL

Laboratory:

Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MIBE TBA TAME

EB L.D. (if applicable): @ Time Duplicate [.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: 3 ™I Post-purge: "I
O.R.P. (ifreq'd):  Pre-purge: Y3 mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  050406-BS1 Site: 98995885
sampler: B Summersett Date: Y-7-63
WellLD: $S-3 Well Diameter: @ 3 4 6 8
Total Well Depth (TD): | § 25~ Depth to Water (DTW): "2,65
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: @ Grade D.O. Meter (if req'd): <t HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 9,29 B
Purge Method: \.Isiailer Waterra Sampling Method: "/éiﬂel‘
W1 Disposable Bailer Peristaltic Disposable Bailer
LY Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter ___Multiplier
™ 0.04 4" 0.65
LY @asyx S - 59 cus ' 0.10 6 L
I Case Volume Specified Volumes  Calculated Volume 3 037 Other radius”*0.163
Cond. Turbidity
Time Temp (°F) [ pH (mS or ySY (NTUs) Gals. Removed Observations
160 | €5 |74 (473 102 2.0
162 | /<92l 141z 7 Y,o0
| 164 (s | 2L [40C AEEO 5.5 oo e
) fert 0,1
Did well dewater?  Yes (Q Gallons actually evacuated: & ,$
Sampling Date: Y {7{6§  Sampling Time: {2 ¢> Depth to Water: C]‘,Zwl
Sample ID.: -3 Laboratory: S TL
Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB 1.D. (if applicable): e Time Duplicate L.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: 9, ) Y "l Post-purge: "L
O.R.P. (ifreq'd):  Pre-purge: % mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 site: 98995885
Sampler: B Summersett Date: Y/ 7/ 5—
Well LD.. 5-4 Well Diameter: @ 3 4 6 8
Total Well Depth (TD): | €19 Depth to Water (DTW): &, 22
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: 12177 Grade D.O. Meter (if req'd): pd HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 86/
J
Purge Method: JBaiIer Waterra Sampling Method: Bailer
\W 67 Disposable Bailer Peristaltic Disposable Bailer
' Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter | Multiplier
™ 0.04 4" 0.65
1A (Guls) X Z - 5,8 G 2 0.16 6" L7
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radius* 0.163
Cond. Turbidity

Time Temp (‘F)| pH (mS or £3) . (NTUs) Gals. Removed Observations
(GO b6l 65| 2649 | rwee | 2.0

\OLO | 64 | £,9| b2t | 72/66= 4,0
(03 [£3.5]¢,8]| 26l | scee0 L0

Waked [N foo mirntes 4d recharge B 56" \(e, rAK C
Did well dewater?  Yes > Gallons actually evacuated: é, O
Sampling Date: -7~ 65~ Sampling Time: Jors™ Depth to Water: €, &/
Sample 1.D.: § - ‘-[ Laboratory: S1L
Analyzed. for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB L.D. (if applicable): @ Time Duplicate 1.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Prepurge] .2 ™/ Post-purge: e
O.R.P. (ifreq'd):  Pre-purge: Vi) mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  050406-BS1 site: 98995885
Sampler: B Summersett Date: S 7-S 5
Well1D: S-37 Well Diameter: @ 3 4 6 8
Total Well Depth (ID): | §,27 Depth to Water (DTW): 5.8 7
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: PC Grade D.O. Meter (if req'd): w HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: g. 35
Purge Method: YBailer Waterra Sampling Method: »/Bgiler
Disposable Bailer Peristaltic Disposable Bailer
Vi Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter  Multiplier.
: 1" 0.04 4 0.65
VA Gumx_? - 5 G ¢ 0.16 & L7
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp CF) | pH (mS or E@) (NTUs) Gals. Removed Observations
03] 627|722 Zorz | 209 | 2o
eS| el 6.9 1okt | 2 | 4°
nez | 64 ¢S] 2 | 3% | €O
\ -
L2+ | O

&

Did well dewater?  Yes Gallons actually evacuated: O

Sampling Date: 4-1-05  Sampling Time: } | | O Depth to Water: b, 55

Sample LD.: <-6 Laboratory: S TL

Analyzed for: TPH-G TPH-D w/silica gel cleanup BTEX MTBE TBA TAME

EB L.D. (if applicable): e Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB  Other:

D.O. (if req'd): Pre-purge:] Y "1 Post-purge: |
O.R.P.(ifreq'd):  Pre-purge: q { mV Post-purge: mv

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558

P
W

i

R



SHELL WELL MONITORING DATA SHEET

BTS#  050406-BS1 site: 98995885
Sampler: B Summersett Date: H-7-0©5
Well LD.: S-b Well Diameter: & 3 4 6 8
Total Well Depth (TD): 17,77 Depth to Water (DTW): {9/
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: 6{? Grade D.O. Meter (if req'd): &sp HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: s 144
Purge Method: «..éailer Waterra Sampling Method: '\/gailer
A\ ‘qu Disposable Bailer Peristaltic Disposable Bailer
Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter _ Multiplier Well Diameter  Multiplier
. " 0.04 4 0.65
VA Gasyx O - 55 s a 0.16 6" o
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radiue” *0.163
Cond. Turbidity

Time  |Temp CF)| pH | (mSor ) (NTUs) | Gals.Removed|  Observations
T |2y |b9| 1690 | Uiz | 20

A2 | g4 |65 1784 | »ecco .0
T2 1 &45|(5] 1$17 2/ A,5

felt” | O

Did well dewater?  Yes (o Gallons actually evacuated: 5,S™

Sampling Date: 4-7-o5  Sampling Time: 430 Depth to Water: 7,93

Sample LD.:  S~{p Laboratory: S 1L

Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME

EB I.D. (if applicable): @ Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: V3 " Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: 13K mVy Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558

-




SHELIL WELL MONITORING DATA SHEET

BTS#  050406-BS1 sit: 98995885
Sampler: B Summersett Date: ?/ é A’f_—
Well LD.: S-7) Well Diameter: @ 3 4 6 8
Total Well Depth (TD): | 3 \ | Depth to Water (DTW): 71,57
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: o4 Grade D.O. Meter (if req'd): st HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 9, £L¢
Purge Method: /Bailer Waterra Sampling Method: /#ailer
{0 (:)c\ Disposable Bailer Peristaltic Disposable Bailer
Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter __Multiplier Well Diameter  Multiphier
. . " 0.04 4 0.65
L1 (Gasyx 3 - 5\ qas || % 0.16 & o
1 Case Volume Specified Volumes Calcylated Volume 3 0.37 Other radiug”* 0.163
Cond. Turbidity

Time Temp (°F) (mS or (NTUs) Gals, Removed Observations

pHl
1607 | 63v| b7| %47 2z | 20

1607 | 636 |67 1Y Yeos 4,0

(S| esr |68 ] 1232 7100 | B,

[-é 1 # &)
Did well dewater?  Yes Gallons actually evacuated: 5.5
Sampling Date: “I [6/05"  Sampling Time: 1515 Depth to Water: 1.5 §
Sample 1.D.: S-7 Laboratory: S 1L
Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB 1.D. (if applicable): @ Time Duplicate 1.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other: o
D.O. (if req'd): Pre-purge: e D "y Post-purge: « h
O.RP. (ifreqd):  Pre-purge: % mv Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 site: 98993885
Sampler: B Summersett Date:  Y-7-OS~
WellLD:  S% Well Diameter:()» 3 4 6 8
Total Well Depth (TD): | %: ( l Depth to Water (DTW): 5,) [
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: v Grade D.O. Meter (if req'd): R HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: .70
Purge Method: \alg»ailer Waterra Sampling Method: ‘Béler
Disposable Bailer Peristaltic Disposable Bailer
Positive Air Displacement Extraction Pump Extraction Port
I 5 0 ' Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter  Multiplier
1" 0.04 4 0.65
2| (Gusyx S - (3 cus 0.16 & -
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radius* 0.163
Cond. Turbidity
Time Temp (°F) | pH (mS or@)’ (NTUs) Gals. Removed QObservations
729 | ©%8| 63| (6 246 2.
g4 | o1 |6y | (et 757 Y 7
¥44 | %8067 | Jeoo | THT | 6.5
ez | O

)

Sampling Date: <{-7-6 s~ Sampling Time:

Did well dewater? Yes Gallons actually evacuated:

§ys™

c.S
Depth to Water: 77, v/

Sample 1.D.: S-¥ Laboratory: S 1L

Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME

EB L.D. (if applicable): © Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge:| Y " Post-purge: "
O.R.P. (ifreq'd):  Pre-purge: {273 mVY Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

Brs#  050406-BS1 site: 98995885
Sampler: B Summersett Date:  {-7-06S
Well LD.: -9 Well Diameter: & 3 4 6 8
Total Well Depth (TD): \g. 1Y Depth to Water (DTW): 7,373
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: P74 Grade D.O. Meter (if req'd): &3 HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 9.4 ""]
Purge Method: ‘/Bai]er Waterra Sampling Method: /Bailer
o 1 Disposable Bailer Peristaltic Disposable Bailer
Lo Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter  Multiplier
1" 0.04 4" 0.65
\ '{ (Gals.) X 3 = 5 U Gals. 2" 0.16 ¢ 147 -
1 Case Volume Specified Volumes  Calculated Volume ? 037 Other radius *0.163
Cond. Turbidity
Time Temp (°F)| pH (mS or g§) (NTUs) Gals. Removed Observations
W2 | g6l | 79| TAI 7000 | 7 o
13) | ¢2.( |.C| 29S¢ 871 q,0
1323 | gee |20 | 2F0S| dcos | 5,5
el ¥ O
Did well dewater?  Yes No Gallons actually evacuated: 4, G~
Sampling Date: {-7-0§~ Sampling Time: |{3S™  Depth to Water: gS‘@
Sample LD.: © -9 Laboratory: S 1L
Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB LD. (if applicable): @ .  Duplicate LD. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: v " Post-purge: il
O.R.P. (ifreq'd):  Pre-purge: ] 31 mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 Site: 989958835

Sampler: B Summersett Date:  Y-{ OS5

WellLD.: S-{0O Well Diameter: @ 3 4 6 8
Total Well Depth (TD): 1 ¥« 67/ Depth to Water (DTW): 5 . SS/

Depth to Free Product: Thickness of Free Product (feet):

Referenced to: @ Ggrade  |D.O. Meter (if req'd): 6] HACH

¥:05

DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW1:

vB)ailer

Purge Method: ‘)Bailcr

Waterra Sampling Method:
1 Disposable Bailer Peristaltic Disposable Bailer
\(L 5 Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other, Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter __ Multiplier
" 0.04 4" 0.65
LU x> - b0 G |7 e e 1
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radius* 0.163
Cond. Turbidity
Time Temp (°F) | pH (mS or £ (NTUs) Gals. Removed Observations
235 | 658 70| 216C | 657 | z.©
23 [peo|70] 211y | 722 | 4.0
Y6 [ s ),0] Y | Tzo G.o
Fe T4t O

Did well dewater?

Yes

g

Gallons actually evacuated:

(0 O

Sampling Date: “{-{-(§  Sampling Time: |"Z4$~ Depth to Water: (0 { [ g/

Sample 1.D.: S-\o

Laboratory:

STL

Analyzed for: Thee MW MIBE TBS MR At ceF
EB L.D. (if applicable): @ Time Duplicate [.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): %Pre-purge: AN " Post-purge: "y
O.R.P. (if req'd): %Pre—purge: a3 mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558

\




SHELL WELL MONITORING DATA SHEET

BTS#  050406-BS1 site: 98995885
Sampler: B Summersett Date: L(’ - oS~
Well 1D.: S|\ Well Diameter: @ 3 4 6 8
Total Well Depth (TD): | %,LD Depth to Water (DTW): [, 62
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: e Grade D.O. Meter (if req'd): Y HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW}: % .4 L'(
Purge Method: téa’.@ti]er Waterra Sampling Method: \éailer
\y\ Disposable Bailer Peristaltic Disposable Bailer
\\ ' Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter  Multiplier
" 0.04 4" 0.65
WA Gals)X S - 5 L Gas > 0.16 ¢ L7
1 Case Volume Specified Volumes Calculated Volume 3 0.37 Other radius™* 0.163
Cond. Turbidity
Time Temp CF)| pH (mS orgaSy (NTUs) Gals. Removed Observations

\2e9t L7 6 2073 90 | 2o

V2N gl 8| 2| | FDleeo| 4

1 | 402 0%] 2163 | 5o | G0

fe 2t O
Did well dewater?  Yes I@) Gallons actually evacuated: &, O
Sampling Date: 4-4-0§~  Sampling Time: 1'& S Depth to Water: (s 65
Sample LD.: $-1) Laboratory: STL
Analyzed for: TPH-G TPH-D w/silica gel cleanup BTEX MTBE TBA TAME Mitee +e
EB LD. (if applicable): @ Time Duplicate L.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB OQther:
D.O. (if req'd): * Pre-purge: » 3D ™ ~ Post-purge: "
O.R.P. (if req'd): ~{E;‘Pre:—purge: 6l mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTS#  050406-BS1 Site: 98995885
Sampler: B Summersett Date: Y-T1-6§"
well LD.. O\ Well Diameter: D 3 4 6 8
Total Well Depth (TD): \7. 1o Depth to Water (DTW): 6.8
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: &l Grade D.O. Meter (if req'd): [z HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: /A g0
Purge Mcthod:\/Bailer Waterra Sampling Method: Bailer
b’b Disposable Bailer Peristaltic Disposable Bailer
WV Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Multiplier Well Diameter ___Multiplier

Well Diameter

1 0.04 4" 0.65
LUl (Gas)x = ) % Gals. z 0.16 ¢ 47
I Case Volume Specified Volumes __Calculated Volume 037 Other radius’ 7 0.163
Cond. Turbidity
Time Temp F) | pH {mS or (NTUs) Gals. Removed Observations
a9y 1633 | 69| T3 Yooes | 2.0
297 1645|651 221k | Dioem | 4.0
MG lgqy 68| z24sT| 7¢oeer| 6.9
fer t ¢
Did well dewater?  Yes 40 Gallons actually evacuated: 6, O
Sampling Date: Y4-7-65~  Sampling Time: /&> Depth to Water: G323
Sample LD.: S -\"L Laboratory: STL
Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB 1.D. (if applicable): @ Time Duplicate 1.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: | " Post-purge: "Bl
O.RP. (ifreq'd):  Pre-purge: 37) mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  050406-BS1 Site: 98995885
sampler: B Summersett Date: Y-L-6%
Well LD.: <-\3 Well Diameter: ¢) 3 4 6 8
Total Well Depth (TD): 7,1 O Depth to Water OTW): 5,7
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: bve’ Grade D.O. Meter (if req'd): (78D HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: €10
Purge Method: “{3ailer Waterra Sampling Method: "I;ailer
4 Disposable Bailer Peristaltic Disposable Bailer
\\ \ C\ Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other, Dedicated Tubing
Other:
/ Well Diameter  Multiplier ___ Well Diameter _Muitiplier
1" 0.04 4" 0.65
-\ A (Gals)) X S -9 :6 Gals. ' 0.16 ¢ -
1 Case Volume Specified Volumes  Calculated Volume 3 0.37 Other radivs” * 0.163
Cond. _ Turbidity
Time Temp °F) | pH (mS or 1S} (NTUs) Gals. Removed Observations
Py 74 ) : d N &)
wf | GeA|ed| wes [9L7 | =
3ot 6led | oz | 4¥q | 4.°
12ed| 670|6a| 1577% | 1 0L .
G| &
Did well dewater? Yes (N Gallons actually evacuated: Q , O
Sampling Date: Y-(,-0% Sampling Time: % ®5 Depth to Water: ¢, 0L
Sample 1.D.: S-\3 Laboratory: STL
Analyzed for: TPH-G 'TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME A (ot —
EB I.D. (if applicable): e Tire Duplicate 1.D. (if applicable):
Analyzed for: TPH-G Oxygegates(S) 1,22DCA EDB Other:
D.O. (if req'd): \E} Pre-purge: o 3 " Post-purge: e
O.R.P. (if req'd): %Pre-purge: éﬁ mVy Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 Site: 98995885
Sampler: B Summersett Date: Y- 7-0S
WellLD.: S~ 14 Well Diameter: £ 3 4 6 8
Total Well Depth (TD): S O3 Depth to Water (DTW): 4.2
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: (P@ ) Grade D.O. Meter (if req'd): (7SB HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 6.1 7
Purge Method: Uéailer Waterra Sampling Method: véliler
3 <6 Disposable Bailer Peristaltic Disposable Bailer
\Vt Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other, Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter _ Multiplier
: " 0.04 4" 0.65
15 Gumx 9 . bl s 2 .16 o L
1 Case Volume Specified Volumes  Calculated Volume } 037 Other radius” *0.163
Cond. Turbidity
Time Temp (°F)}| pH (mS or uS) (NTUs) Gals. Removed Observations
19 el 17¢] 192 A 2.5
£ (¢4 |70 2oty {02 5,0

)
¢y | 620691 P71 | YIS | .o

et O

Did well dewater?  Yes N Gallons actually evacuated: ), O

Sampling Date: Y{-7-0 §”  Sampling Time: g 25/ Depth to Water: 5 , % ‘;')

Sample LD.: $-1Y Laboratory: S TL

Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME

EB 1.D. (if applicable): e Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge:] , © "I Post-purge: "EL
O.R.P. (ifreq'd):  Pre-purge: ) Z_f mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  050406-BS1 Site: 98995885
Sampler: B Summersett Date: 4-7- 6¢
Well 1.D.: S-S5~ Well Diameter: & 3 4 6 8
Total Well Depth (TD): | .7 Depth to Water (DTW): 415
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: e Grade D.0. Meter (if req'd): 1) HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: (a 777
Purge Method: ./ Bailer Waterra . Sampling Method: Bailer
2 Disposable Bailer Peristaltic Disposable Bailer
W4 A Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter _Multiplier Well Diameter  Multiplier
. ) ] " 0.04 4" 0.65
T, 3 (Gals.) X 3 _ b¥ G 0.16 & 4
1 Case Volume Specified Volumes  Calculated Volume ; 037 Other radius*0.163
Cond. Turbidity
Time Temp (°F) pH (mS or ;@? {(NTUs) Gals. Removed Observations
75¢ | €03 (13| 073 379 | 2.
50| LIS 13 153 672 2 SO
4 | €613 783 599 7,0
fertt |
Did well dewater?  Yes No> Gallons actually evacuated: 7,
Sampling Date: 4-7-6 % Sampling Time: €0¢—  Depthto Water: €, 33 (feoffic)|
Sample I.D.: S-\s Laboratory: 1L |
Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB L.D. (if applicable): e Time Duplicate 1.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge:] A\ .\ e Post-purge: T
O.R.P. (ifreq'd):  Pre-purge: \0 ? mVy Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558

.. :
*

Ry



SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 Site: 98995885
Sampler: B Summersett Date: Y-7-06¢
WellLD.:  S-\( Well Diameter: &> 3 4 6 8
Total Well Depth (TD): | ¥, < 7 Depth to Water (DTW):  Y,|Z
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: &vs Grade D.O. Meter (if req'd): ) HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 67
Purge Method: \éailer Waterra Sampling Method: ~Bailer
Disposable Bailer Peristaltic Disposable Bailer
z Positive Air Displacement Extraction Pump Extraction Port
! L{ V Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter  Multiplier
‘ ‘ 1" 0.04 4" 0.65
.3 (Gals.) X 3 - b cas ' 0-16 & e
1 Case Volume Specified Volumes  Calculated Volume ’ 037 Other radius” * 0.163
Cond. Turbidity
Time Temp (°F) | pH (mS or ;@ (NTUs) Gals. Removed Observations
73% |62 6A] 2490 501 | =5
790 el 10 2993 | g6 | 5.0
297 14l [1.6] 3013 ¢8, | 2.0
fert |42
Did well dewater? Yes Mo Gallons actually evacuated: 7.0
Sampling Date: L[-’?—OS’ Sampling Time: 7Y S Depth to Water:  § g 3
Sample LD.:  <-| @ Laboratory: S LL
Analyzed for: TPH-G TPH-D w/ silica gel cleanup BTEX MTBE TBA TAME
EB 1.D. (if applicable): e Time Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB  Other:
D.O. (if req'd): Pre-purge: ¢ 7 "y Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: \ gg mVy Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTS#  050406-BS1 Site: 98995885

Sampler: B Summersett Date: ¥-G-O5

Well LD.: Exd- | Well Diameter: 2 3 ¢ 6 8

Total Well Depth (TD): Depth to Water (DTW): (&, &§

Depth to Free Product: Thickness of Free Product (feet):

Referenced to: Pk’ Grade D.O. Meter (if req'd): &b HACH

DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:

Purge Method:  Bailer Waterra Sampling Method: Bailer

eristaltic Disposable Bailer
"}J&on Pump wExtraction Port

Jectric Submersible Ot Dedicated Tubing

Other:

Well Diameter. __Multiplier Well Diameter  Multiplier
. 1 0.04 4" 0.65
(Gals.) X - = Gals. j g’;ﬁ f)"h Lf'r 2% 0,163
1 Case Volume Specified Volumes  Calculated Volume ) her e
Cond. Turbidity
Time Temp (°F) | pH (mS or puS) (NTUs) (Gals. Removed Observations
1469 | €59 e | (706 |0 -

el

C

Did well dewater? Yes

5

Gallons actually evacuated:

—

Sampling Date: Y[ (s~  Sampling Time: }4( O Depth to Water: ¢, & 7

Sample L.D.: & v~ Laboratory: S TL e
Analyzed for: 1054 TPH-D wi sitica gel cleanup KTEX NTBY (BN TAMB

EB 1.D. (if applicable): e Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): %Pre—purge: 2., "N Post-purge: "
O.R.P. (ifreq'd):  Pre-purge: T mVY Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558
' i{\ @;,U\Q (‘M\@”\“nv



SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 site: 98995885
Sampler: B Summersett Date: & /{jg\
Well1D.: E¢2° & Well Diameter: 2 3 <4 6 8
Total Well Depth (TD):  — Depth to Water (DTW): / 26
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: @ Grade D.O. Meter (if req'd): HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:
Purge Method: Bailer Waterra Sampling Method: Bailer
Disposable Bailer Peristaltic”” Disposable Bailer
Positive"Air Displacement ExtractigrPump «/Extraction Port
eciric Submersible Other__, Dedicated Tubing
’ Other:
Well Diametey  Multiplier Well Diameter  Multiplier
1" 0.04 4 0.65
(Gals.) X = Gals. || 2 016 ¢ a7
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radius” * 0.163
Cond. Turbidity
Time Temp (F) | pH (mS or uS) (NTUs) Gals. Removed Observations

g1y |6ea |20 ] 1726 | 13 — -

fe2t" | O
Did well dewater?  Yes o Gallons actually evacuated: —
Sampling Date: ‘{/é / O( Sampling Time: |4 |S Depthto Water: [ 6, 76
Sample LD.: Fri-T Laboratory: STL
Analyzed for: T@ TPH-D w/ silica gel cleanup B @ fﬁ‘A TAME
EB 1.D. (if applicable): @ Time Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): ﬂ( Pre-purge: y "N Post-purge: "
O.RP. (ifreq'd):  Pre-purge: | 2T mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558
i
5&‘ T tap fondim




SHELL WELL MONITORING DATA SHEET

BTs#  050406-BS1 site: 98995885

Sampler: B Summersett Date: Y=L-05—

Well LD.: &©w-3 Well Diameter: 2 3 & 6 8
Total Well Depth (TD): Depth to Water (DTW): - [ (,, ‘f 3

Depth to Free Product: Thickness of Free Product (feet):

Referenced to: Vo Grade D.O. Meter (if req'd): Gsp HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:

Purge Method:  Bailer ’ Waterra Sampling Method: Bailer

¢ Bailer Befistaltic Disposable Bailer
Posjve Air Displacement Extraction Pump *Extraction Port
ectric Submersible Dedicated Tubing

Other:

Well Diameter  Multiplier Well Diameter __Multiplier
I 0.04 4" 0.65
. (Gals)X = Gals. j g;g f)';h "‘;7 v o6
1 Case Volume Specified Volumes Calculated Volume ) e ragus T H
Cond. Turbidity
Time Temp (°F) | pH (mS or ¢I%) (NTUs) Gals. Removed Observations

922 6|70 | 21885 | 12 — -

fez™ 1 O

Did well dewater? Yes & Gallons actually evacuated: *

Sampling Date: Y/{ /@( Sampling Time: |42 ¢  Depth to Water: | &, /—/ 3

Sample LD.: £w-% Laboratory: S TL

Analyzed for: ’l@ TPH-D w/ silica gel cleanup 1@ '@ TAME

EB L.D. (if applicable): @ Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): %’re-purge: 2.5 " Post-purge:

mg /L

O.R.P. (ifreq'd):  Pre-purge: | S S-J mV Post-purge:

mV

Blaine Tech Services, 'I&c. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558

;1"1\ ‘K‘:_\I\Q




SHELL WELL MONITORING DATA SHEET

BrS#  050406-BS1 site: 98995885

Sampler: B Summersett Date: (// é/é '

Well L.D.: 6&)“(( Well Diameter: 2 3 & 6 8
Total Well Depth (TD): Depth to Water (DTW): ¢, 8 B

Depth to Free Product: Thickness of Free Product (feet):

Referenced to: V2% Grade D.O. Meter (if req'd): ) HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: ~

Purge Method:  Bailer Sampling Method: Bailer

Disposable Bailer
Posis¥e Air Displacement
ectric Submersible

Extractifn Pump

Disposable Bailer
xtraction Port
Dedicated Tubing

Other -

Other:

Well Diameter  Multiplier Well Diameter  Maultiplier
_ " 0.04 4" 0.65
~ (Gals)X = 7 Gk 0.16 ¢ Lar
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius™* 0-163
Cond. Turbidity
Time Temp F}| pH (mS ordis) (NTUs) Gals. Removed Observations
1:27 | 6§51 728 1766 | 1T —
ezt | O
Did well dewater? Yes b Gallons actually evacuated: ————-
Sampling Date: L/ / & /07/ Sampling Time: |3 O  Depth to Water:
Sample 1.D.: 6':")" "( Laboratory: STL
Analyzed for: TRH-G) TPH-D wi silica gel cleanup @ @ TBA TAME
EB L.D. (if applicable): @ Time Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: \ '-\ A Post-purge: "
O.R.P. (ifreqg'd):  Pre-purge: L2t mV Post-purge: mV

Blaine Tech Services, Inc. 1680:nge'fs Ave.; San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

sTs#  050406-BS1 site:. 98995885
Sampler: B Summersett Date: ‘V/ g / IC
WellLD:  Eto-5” Well Diameter: 2 3 &) 6 8
Total Well Depth (TD): Depth to Water (DTW): ‘l{ ASE
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: &ve Grade D.O. Meter (if req'd): @ HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:
Purge Method: Bailer Waterra Sampling Method: Bailer
Disposable Bailer Peristaltjo Disposable Bailer
.fﬁ[il;?ve Air Displacement ExtractiopPliimp \)Extraction Port
Electric Submersible Other 7 Dedicated Tubing
Other:
— Well Diameter  Multiplier Well Diameter Multiplie.r
e I 0.04 4" 0.65
(Gals.) X = - Gals. z 016 ¢ 4
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radios” > 0.163
Cond. Turbidity
Time Temp F)| pH (mS or £8) (NTUs) Gals. Removed Observations
19394 | g (|90 (g21| o —~
fezd | &
Did well dewater?  Yes Mo Gallons actually evacuated:
Sampling Date: /6(65~  Sampling Time: | 88  Depthto Water: 42§
Sample LD.: Ews-57 Laboratory: STL
Analyzed for: TPH-C TPH-D w/ silica gel cleanup B'rgéx) MT@@/@;)\ TAME
EB LD. (if applicable): @ ..  Duplicate LD. (i applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: o7 " Post-purge: "/
O.R.P. (ifreq'd):  Pre-purge: ] e mV Post-purge: - mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



Appendix B

Groundwater Extraction System
Certified Analytical Reports



ST‘L Submission#: 2005-03-0397

TRENT

Cambria Environmental Emeryville March 25, 2005

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Attn.: Trey Jackson

Project#: 247-0989-003
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Attached is our report for your samples received on 03/09/2005 14:20
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
04/23/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-03-0397

Received: 03/09/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 03/09/2005 09:30 Water 1
MID 1 03/09/2005 09:25 Water 2
MID 2 03/09/2005 09:20 Water 3
EFF 03/09/2005 09:15 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

03/22/2005 16:23

Page 1 of 7



S TI Submission: 2005-03-0397

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: INF Lab ID: 2005-03-0397 - 1

Sampled: 03/09/2005 09:30 Extracted:  3/16/2005 16:41

Matrix: Water QC Batch#: 2005/03/16-08.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 03/18/2005 15:19
Surrogate(s)
o-Terphenyl 103.0 64-127 % 1.00 [ 03/18/2005 15:19

Severn Trent Laboratories, Inc. 03/22/2005 16:23

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 7



S TI Submission: 2005-03-0397

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 1 Lab ID: 2005-03-0397 - 2

Sampled: 03/09/2005 09:25 Extracted:  3/16/2005 16:41

Matrix: Water QC Batch#: 2005/03/16-08.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 03/18/2005 15:46
Surrogate(s)
o-Terphenyl 100.0 64-127 % 1.00 [ 03/18/2005 15:46

Severn Trent Laboratories, Inc. 03/22/2005 16:23

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 7



S TI Submission: 2005-03-0397

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 2 Lab ID: 2005-03-0397 - 3

Sampled: 03/09/2005 09:20 Extracted:  3/16/2005 16:41

Matrix: Water QC Batch#: 2005/03/16-08.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 03/18/2005 16:35
Surrogate(s)
o-Terphenyl 99.5 64-127 % 1.00 [ 03/18/2005 16:35

Severn Trent Laboratories, Inc. 03/22/2005 16:23

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 7



S TI Submission: 2005-03-0397

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: EFF Lab ID: 2005-03-0397 - 4

Sampled: 03/09/2005 09:15 Extracted:  3/16/2005 16:41

Matrix: Water QC Batch#: 2005/03/16-08.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 03/20/2005 18:29
Surrogate(s)
o-Terphenyl 110.6 64-127 % 1.00 [ 03/20/2005 18:29

Severn Trent Laboratories, Inc. 03/22/2005 16:23

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 7



SEVERN STI
TRENT

Cambria Environmental Emeryville

Diesel (C9-C24)

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-03-0397

Received: 03/09/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/03/16-08.10
MB: 2005/03/16-08.10-001 Date Extracted: 03/16/2005 16:41
Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 03/17/2005 12:28
Surrogates(s)
o-Terphenyl 115.4 64-127 % 03/17/2005 12:28

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

03/22/2005 16:23

Page 6 of 7



SEVERN

TRENT

Easm O 1 L

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Diesel (C9-C24)

Submission: 2005-03-0397

Received: 03/09/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Laboratory Control Spike

Water

Test(s): 8015M

QC Batch # 2005/03/16-08.10

LCS 2005/03/16-08.10-002 Extracted: 03/16/2005 Analyzed: 03/21/2005 15:17
LCSD 2005/03/16-08.10-003 Extracted: 03/16/2005 Analyzed: 03/17/2005 13:30
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD
Diesel 582 460 680 85.6 67.6 23.5| 60-150 | 25
Surrogates(s)
o-Terphenyl 1.16 1.07 1.25 92.9 85.3 64-127( O

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

03/22/2005 16:23

Page 7 of 7



SEVERN STI
TRENT

Submission: 2005-03-0397

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 03/09/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #

INF 03/09/2005 09:30 Water 1

MID 1 03/09/2005 09:25 Water 2

MID 2 03/09/2005 09:20 Water 3

EFF 03/09/2005 09:15 Water 4
Severn Trent Laboratories, Inc. 03/25/2005 09:00
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 12



S TI Submission: 2005-03-0397

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: INF Lab ID: 2005-03-0397 - 1

Sampled: 03/09/2005 09:30 Extracted:  3/23/2005 01:34
3/23/2005 14:55

Matrix: Water QC Batch#: 2005/03/22-2A.62

2005/03/23-1B.69
Analysis Flag: L2 ( See Legend and Note Section )

Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 03/23/2005 01:34
Benzene ND 0.50 ug/L 1.00 [ 03/23/2005 01:34
Toluene ND 0.50 ug/L 1.00 [ 03/23/2005 01:34
Ethylbenzene ND 0.50 ug/L 1.00 |1 03/23/2005 01:34
Total xylenes ND 1.0 ug/L 1.00 [ 03/23/2005 01:34
tert-Butyl alcohol (TBA) 130 5.0 ug/L 1.00 [ 03/23/2005 01:34
Methyl tert-butyl ether (MTBE) 1200 100 ug/L 20.00 | 03/23/2005 14:55
Surrogate(s)

1,2-Dichloroethane-d4 89.3 73-130 % 20.00 [ 03/23/2005 14:55
1,2-Dichloroethane-d4 103.5 73-130 % 1.00 [ 03/23/2005 01:34
Toluene-d8 100.4 81-114 % 1.00 | 03/23/2005 01:34
Toluene-d8 100.0 81-114 % 20.00 | 03/23/2005 14:55

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 12



S TI Submission: 2005-03-0397

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 1 Lab ID: 2005-03-0397 - 2

Sampled: 03/09/2005 09:25 Extracted:  3/23/2005 02:00
3/23/2005 15:14

Matrix: Water QC Batch#: 2005/03/22-2A.62

2005/03/23-1B.69
Analysis Flag: L2 ( See Legend and Note Section )

Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 03/23/2005 02:00
Benzene ND 0.50 ug/L 1.00 [ 03/23/2005 02:00
Toluene ND 0.50 ug/L 1.00 | 03/23/2005 02:00
Ethylbenzene ND 0.50 ug/L 1.00 |1 03/23/2005 02:00
Total xylenes ND 1.0 ug/L 1.00 [ 03/23/2005 02:00
tert-Butyl alcohol (TBA) 35 5.0 ug/L 1.00 | 03/23/2005 02:00
Methyl tert-butyl ether (MTBE) 470 25 ug/L 5.00 | 03/23/2005 15:14
Surrogate(s)

1,2-Dichloroethane-d4 92.6 73-130 % 5.00 | 03/23/2005 15:14
1,2-Dichloroethane-d4 106.8 73-130 % 1.00 | 03/23/2005 02:00
Toluene-d8 92.2 81-114 % 5.00 | 03/23/2005 15:14
Toluene-d8 100.1 81-114 % 1.00 [ 03/23/2005 02:00

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 12



S TI Submission: 2005-03-0397

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s):  5030B Test(s): 8260B
Sample ID: MID 2 Lab ID: 2005-03-0397 - 3
Sampled:  03/09/2005 09:20 Extracted:  3/23/2005 02:26
3/23/2005 15:34
Matrix: Water QC Batch#: 2005/03/22-2A.62
2005/03/23-1B.69
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 03/23/2005 02:26
Benzene ND 0.50 ug/L 1.00 [ 03/23/2005 15:34
Toluene ND 0.50 ug/L 1.00 [ 03/23/2005 15:34
Ethylbenzene ND 0.50 ug/L 1.00 [ 03/23/2005 15:34
Total xylenes ND 1.0 ug/L 1.00 |1 03/23/2005 15:34
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 03/23/2005 15:34
Methyl tert-butyl ether (MTBE) 8.9 5.0 ug/L 1.00 [ 03/23/2005 15:34
Surrogate(s)
1,2-Dichloroethane-d4 89.8 73-130 % 1.00 [ 03/23/2005 15:34
1,2-Dichloroethane-d4 108.9 73-130 % 1.00 | 03/23/2005 02:26
Toluene-d8 94.5 81-114 % 1.00 [ 03/23/2005 02:26
Toluene-d8 90.1 81-114 % 1.00 | 03/23/2005 15:34

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 12



S TI Submission: 2005-03-0397

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EFF Lab ID: 2005-03-0397 - 4

Sampled: 03/09/2005 09:15 Extracted:  3/23/2005 02:53

Matrix: Water QC Batch#: 2005/03/22-2A.62
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 03/23/2005 02:53
Benzene ND 0.50 ug/L 1.00 [ 03/23/2005 02:53
Toluene ND 0.50 ug/L 1.00 [ 03/23/2005 02:53
Ethylbenzene ND 0.50 ug/L 1.00 | 03/23/2005 02:53
Total xylenes ND 1.0 ug/L 1.00 | 03/23/2005 02:53
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 03/23/2005 02:53
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 1.00 | 03/23/2005 02:53
Surrogate(s)
1,2-Dichloroethane-d4 105.7 73-130 % 1.00 [ 03/23/2005 02:53
Toluene-d8 94.5 81-114 % 1.00 | 03/23/2005 02:53

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 12



S TI Submission: 2005-03-0397

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/03/22-2A.62
MB: 2005/03/22-2A.62-002 Date Extracted: 03/22/2005 22:02
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 03/22/2005 22:02
tert-Butyl alcohol (TBA) ND 5.0 ug/L 03/22/2005 22:02
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 03/22/2005 22:02
Benzene ND 0.5 ug/L 03/22/2005 22:02
Toluene ND 0.5 ug/L 03/22/2005 22:02
Ethylbenzene ND 0.5 ug/L 03/22/2005 22:02
Total xylenes ND 1.0 ug/L 03/22/2005 22:02
Surrogates(s)
1,2-Dichloroethane-d4 101.0 73-130 % 03/22/2005 22:02
Toluene-d8 97.8 81-114 % 03/22/2005 22:02

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 12



S TI Submission: 2005-03-0397

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/03/23-1B.69
MB: 2005/03/23-1B.69-006 Date Extracted: 03/23/2005 08:06
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 03/23/2005 08:06
tert-Butyl alcohol (TBA) ND 5.0 ug/L 03/23/2005 08:06
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 03/23/2005 08:06
Benzene ND 0.5 ug/L 03/23/2005 08:06
Toluene ND 0.5 ug/L 03/23/2005 08:06
Ethylbenzene ND 0.5 ug/L 03/23/2005 08:06
Total xylenes ND 1.0 ug/L 03/23/2005 08:06
Surrogates(s)
1,2-Dichloroethane-d4 86.2 73-130 % 03/23/2005 08:06
Toluene-d8 89.6 81-114 % 03/23/2005 08:06
03/25/2005 09:00

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 12



SEVERN STI
TRENT

Submission: 2005-03-0397

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 03/09/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/03/22-2A.62

LCS 2005/03/22-2A.62-036 Extracted: 03/22/2005 Analyzed: 03/22/2005 21:36
LCSD
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD
Methyl tert-butyl ether (MTBE)| 23.9 25 95.6 65-165( 20
Benzene 26.5 25 106.0 69-129( 20
Toluene 29.2 25 116.8 70-130( 20
Surrogates(s)
1,2-Dichloroethane-d4 450 500 90.0 73-130
Toluene-d8 487 500 97.4 81-114
03/25/2005 09:00

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

Page 8 of 12



SEVERN

TRENT

Easm O 1 L

Submission: 2005-03-0397

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

Jackson

5900 Hollis Street, Ste. A

Emeryville,

CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 03/09/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/03/23-1B.69

LCS 2005/03/23-1B.69-046 Extracted: 03/23/2005 Analyzed: 03/23/2005 07:46
LCSD
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD
Methyl tert-butyl ether (MTBE)| 22.0 25 88.0 65-165( 20
Benzene 24.6 25 98.4 69-129( 20
Toluene 24.5 25 98.0 70-130( 20
Surrogates(s)
1,2-Dichloroethane-d4 395 500 79.0 73-130
Toluene-d8 430 500 86.0 81-114
03/25/2005 09:00

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

Page 9 of 12



S TI Submission: 2005-03-0397

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170
Project: 247-0989-003 Received: 03/09/2005 14:20
98995885
Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/03/22-2A.62
MS/MSD Lab ID: 2005-03-0464 - 004
MS: 2005/03/22-2A.62-055 Extracted: 03/22/2005 Analyzed: 03/22/2005 22:55
Dilution: 1.00
MSD: 2005/03/22-2A.62-021 Extracted: 03/22/2005 Analyzed: 03/22/2005 23:21
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 44.6 42.6 6.64 25 151.8 | 143.8 | 5.4 65-165 20
Benzene 29.6 28.6 ND 25 118.4 | 1144 |34 69-129 20
Toluene 32.2 314 ND 25 128.8 | 125.6 | 2.5 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 469 463 500 |[93.8 |92.6 73-130
Toluene-d8 483 494 500 |[96.6 |98.8 81-114
03/25/2005 09:00

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 12



TRENT

S TI Submission: 2005-03-0397

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/03/23-1B.69
MS/MSD Lab ID: 2005-03-0680 - 001
MS: 2005/03/23-1B.69-004 Extracted: 03/23/2005 Analyzed: 03/23/2005 09:04
Dilution: 200.00
MSD: 2005/03/23-1B.69-024 Extracted: 03/23/2005 Analyzed: 03/23/2005 09:24
Dilution: 200.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 95000 93400 74600 5000 |408.0 |376.0 8.2 65-165 20 M3 M3
Benzene 4750 4940 9.64 5000 |94.8 |98.6 [3.9 69-129 20
Toluene 5240 5420 ND 5000 |104.8 |108.4 |3.4 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 404 397 500 |80.8 [79.4 73-130
Toluene-d8 493 504 500 |[98.6 |100.8 81-114

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 12



S TI Submission: 2005-03-0397

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 03/09/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Analysis Flag
L2

Reporting limits were raised due to high level of analyte present
in the sample.

Result Flag
M3
Sample > 4x spike concentration.

Severn Trent Laboratories, Inc. 03/25/2005 09:00

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 12



=%an Francisco

SHE!" Chain Of Custody Record

(033 ﬁ_mx

Shell Project Manager to be involoed:

|| IMEIGENT zc_..,_mmm..m_pm GNLY)

9 m_ s| gl m_ m_m_
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ST‘L Submission#: 2005-04-0153

TRENT

Cambria Environmental Emeryville April 25, 2005

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Attn.: Trey Jackson

Project#: 247-0989-003
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Attached is our report for your samples received on 04/05/2005 16:11
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
05/20/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Submission: 2005-04-0153

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 04/05/2005 16:11

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #

INF 04/05/2005 12:45 Water 1

MID 1 04/05/2005 12:40 Water 2

MID 2 04/05/2005 12:35 Water 3

EFF 04/05/2005 12:30 Water 4
Severn Trent Laboratories, Inc. 04/20/2005 20:09
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 0f 10



S TI Submission: 2005-04-0153

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: INF Lab ID: 2005-04-0153 - 1

Sampled: 04/05/2005 12:45 Extracted: 4/13/2005 12:42

Matrix: Water QC Batch#: 2005/04/13-03.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/14/2005 06:45
Surrogate(s)
o-Terphenyl 1121 64-127 % 1.00 | 04/14/2005 06:45

Severn Trent Laboratories, Inc. 04/20/2005 20:09

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 10



S TI Submission: 2005-04-0153

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 1 Lab ID: 2005-04-0153 - 2

Sampled: 04/05/2005 12:40 Extracted: 4/13/2005 12:42

Matrix: Water QC Batch#: 2005/04/13-03.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/14/2005 06:18
Surrogate(s)
o-Terphenyl 113.6 64-127 % 1.00 [ 04/14/2005 06:18

Severn Trent Laboratories, Inc. 04/20/2005 20:09

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 10



S TI Submission: 2005-04-0153

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 2 Lab ID: 2005-04-0153 - 3

Sampled: 04/05/2005 12:35 Extracted: 4/13/2005 12:42

Matrix: Water QC Batch#: 2005/04/13-03.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 04/14/2005 05:51
Surrogate(s)
o-Terphenyl 115.9 64-127 % 1.00 [ 04/14/2005 05:51

Severn Trent Laboratories, Inc. 04/20/2005 20:09

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 10



S TI Submission: 2005-04-0153

T RENT
Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A

Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: EFF Lab ID: 2005-04-0153 -4

Sampled: 04/05/2005 12:30 Extracted:  4/14/2005 13:12

Matrix: Water QC Batch#: 2005/04/14-04.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 04/19/2005 05:22
Surrogate(s)
o-Terphenyl 128.3 64-127 % 1.00 | 04/19/2005 05:22 S7

Severn Trent Laboratories, Inc. 04/20/2005 20:09

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 10



SEVERN STI
TRENT

Cambria Environmental Emeryville

Diesel (C9-C24)

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-04-0153

Received: 04/05/2005 16:11

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/04/13-03.10
MB: 2005/04/13-03.10-001 Date Extracted: 04/13/2005 12:42
Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 04/14/2005 08:06
Surrogates(s)
o-Terphenyl 112.8 64-127 % 04/14/2005 08:06
Severn Trent Laboratories, Inc. 04/20/2005 20:09
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 10



SEVERN STI
TRENT

Cambria Environmental Emeryville

Diesel (C9-C24)

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-04-0153

Received: 04/05/2005 16:11

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/04/14-04.10
MB: 2005/04/14-04.10-001 Date Extracted: 04/14/2005 13:12
Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 04/15/2005 12:12
Surrogates(s)
o-Terphenyl 121.6 64-127 % 04/15/2005 12:12
Severn Trent Laboratories, Inc. 04/20/2005 20:09
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 10



SEVERN

TRENT

Easm O 1 L

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Diesel (C9-C24)

Submission: 2005-04-0153

Received: 04/05/2005 16:11

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Laboratory Control Spike

Water

Test(s): 8015M

QC Batch # 2005/04/13-03.10

LCS 2005/04/13-03.10-002 Extracted: 04/13/2005 Analyzed: 04/14/2005 07:39
LCSD 2005/04/13-03.10-003 Extracted: 04/13/2005 Analyzed: 04/14/2005 07:12
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD % Rec. |RPD| LCS LCSD
Diesel 580 590 680 85.3 86.8 1.7 1 60-150| 25
Surrogates(s)
o-Terphenyl 1.27 1.28 1.25 101.9 |102.5 64-127| 0
Severn Trent Laboratories, Inc. 04/20/2005 20:09
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 8 of 10



SEVERN

TRENT

Easm O 1 L

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170
Project: 247-0989-003

Diesel (C9-C24)

Submission: 2005-04-0153

Received: 04/05/2005 16:11

98995885
Site: 5060 Redwood Drive, Rohnert Park
Batch QC Report
Prep(s): 3511 Test(s): 8015M
Laboratory Control Spike Water QC Batch # 2005/04/14-04.10

LCS 2005/04/14-04.10-002 Extracted: 04/14/2005 Analyzed: 04/15/2005 12:39
LCSD 2005/04/14-04.10-003 Extracted: 04/14/2005 Analyzed: 04/15/2005 13:06
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags
LCS LCSD LCS LCSD % Rec. |RPD| LCS LCSD
Diesel 679 558 680 99.9 82.1 19.6] 60-150| 25
Surrogates(s)
o-Terphenyl 1.46 1.26 1.25 116.7 |101.1 64-127| 0
Severn Trent Laboratories, Inc. 04/20/2005 20:09
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 9 of 10



S TI Submission: 2005-04-0153

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Result Flag
S7
Surrogate recoveries higher than acceptance limits.

Severn Trent Laboratories, Inc. 04/20/2005 20:09

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 10



SEVERN STI
TRENT

Submission: 2005-04-0153

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 04/05/2005 16:11

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 04/05/2005 12:45 Water 1
MID 1 04/05/2005 12:40 Water 2
MID 2 04/05/2005 12:35 Water 3
EFF 04/05/2005 12:30 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/22/2005 15:20

Page 1 of 12



S TI Submission: 2005-04-0153

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: INF Lab ID: 2005-04-0153 - 1

Sampled: 04/05/2005 12:45 Extracted: 4/14/2005 22:56
4/19/2005 22:42

Matrix: Water QC Batch#: 2005/04/14-4C.69

2005/04/19-2C.68
Analysis Flag: L2 ( See Legend and Note Section )

Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/14/2005 22:56 Q6
Benzene ND 0.50 ug/L 1.00 [ 04/14/2005 22:56
Toluene ND 0.50 ug/L 1.00 [ 04/14/2005 22:56
Ethylbenzene ND 0.50 ug/L 1.00 | 04/14/2005 22:56

Total xylenes ND 1.0 ug/L 1.00 [ 04/14/2005 22:56
tert-Butyl alcohol (TBA) 130 5.0 ug/L 1.00 [ 04/14/2005 22:56
Methyl tert-butyl ether (MTBE) 1200 50 ug/L 10.00 | 04/19/2005 22:42
Surrogate(s)

1,2-Dichloroethane-d4 107.8 73-130 % 10.00 | 04/19/2005 22:42
1,2-Dichloroethane-d4 91.6 73-130 % 1.00 [ 04/14/2005 22:56
Toluene-d8 85.3 81-114 % 1.00 | 04/14/2005 22:56
Toluene-d8 96.1 81-114 % 10.00 | 04/19/2005 22:42

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 12



S TI Submission: 2005-04-0153

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 1 Lab ID: 2005-04-0153 - 2

Sampled: 04/05/2005 12:40 Extracted: 4/14/2005 23:15
4/19/2005 21:30

Matrix: Water QC Batch#: 2005/04/14-4C.69

2005/04/19-2C.68
Analysis Flag: L2 ( See Legend and Note Section )

Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 04/14/2005 23:15| Q6
Benzene ND 0.50 ug/L 1.00 [ 04/14/2005 23:15
Toluene ND 0.50 ug/L 1.00 [ 04/14/2005 23:15
Ethylbenzene ND 0.50 ug/L 1.00 | 04/14/2005 23:15

Total xylenes ND 1.0 ug/L 1.00 [ 04/14/2005 23:15
tert-Butyl alcohol (TBA) 62 5.0 ug/L 1.00 [ 04/14/2005 23:15
Methyl tert-butyl ether (MTBE) 700 25 ug/L 5.00 | 04/19/2005 21:30
Surrogate(s)

1,2-Dichloroethane-d4 89.9 73-130 % 1.00 | 04/14/2005 23:15
1,2-Dichloroethane-d4 106.2 73-130 % 5.00 | 04/19/2005 21:30
Toluene-d8 86.4 81-114 % 1.00 | 04/14/2005 23:15
Toluene-d8 97.2 81-114 % 5.00 | 04/19/2005 21:30

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 12



S TI Submission: 2005-04-0153

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 2 Lab ID: 2005-04-0153 - 3

Sampled: 04/05/2005 12:35 Extracted:  4/14/2005 23:34

Matrix: Water QC Batch#: 2005/04/14-4C.69
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/14/2005 23:34 Q6
Benzene ND 0.50 ug/L 1.00 [ 04/14/2005 23:34
Toluene ND 0.50 ug/L 1.00 | 04/14/2005 23:34
Ethylbenzene ND 0.50 ug/L 1.00 [ 04/14/2005 23:34
Total xylenes ND 1.0 ug/L 1.00 | 04/14/2005 23:34
tert-Butyl alcohol (TBA) 10 5.0 ug/L 1.00 | 04/14/2005 23:34
Methyl tert-butyl ether (MTBE) 64 5.0 ug/L 1.00 [ 04/14/2005 23:34
Surrogate(s)
1,2-Dichloroethane-d4 88.9 73-130 % 1.00 [ 04/14/2005 23:34
Toluene-d8 86.7 81-114 % 1.00 | 04/14/2005 23:34

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 12



S TI Submission: 2005-04-0153

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EFF Lab ID: 2005-04-0153 - 4

Sampled: 04/05/2005 12:30 Extracted:  4/14/2005 23:54

Matrix: Water QC Batch#: 2005/04/14-4C.69
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 04/14/2005 23:54
Benzene ND 0.50 ug/L 1.00 [ 04/14/2005 23:54
Toluene ND 0.50 ug/L 1.00 [ 04/14/2005 23:54
Ethylbenzene ND 0.50 ug/L 1.00 | 04/14/2005 23:54
Total xylenes ND 1.0 ug/L 1.00 | 04/14/2005 23:54
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 04/14/2005 23:54
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 1.00 | 04/14/2005 23:54
Surrogate(s)
1,2-Dichloroethane-d4 89.7 73-130 % 1.00 [ 04/14/2005 23:54
Toluene-d8 84.4 81-114 % 1.00 [ 04/14/2005 23:54

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 12



S TI Submission: 2005-04-0153

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/14-4C.69
MB: 2005/04/14-4C.69-052 Date Extracted: 04/14/2005 18:52
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/14/2005 18:52
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/14/2005 18:52
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 04/14/2005 18:52
Benzene ND 0.5 ug/L 04/14/2005 18:52
Toluene ND 0.5 ug/L 04/14/2005 18:52
Ethylbenzene ND 0.5 ug/L 04/14/2005 18:52
Total xylenes ND 1.0 ug/L 04/14/2005 18:52
Surrogates(s)
1,2-Dichloroethane-d4 84.4 73-130 % 04/14/2005 18:52
Toluene-d8 85.8 81-114 % 04/14/2005 18:52

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 12



S TI Submission: 2005-04-0153

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/04/19-2C.68
MB: 2005/04/19-2C.68-036 Date Extracted: 04/19/2005 20:36
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 04/19/2005 20:36
tert-Butyl alcohol (TBA) ND 5.0 ug/L 04/19/2005 20:36
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 04/19/2005 20:36
Benzene ND 0.5 ug/L 04/19/2005 20:36
Toluene ND 0.5 ug/L 04/19/2005 20:36
Ethylbenzene ND 0.5 ug/L 04/19/2005 20:36
Total xylenes ND 1.0 ug/L 04/19/2005 20:36
Surrogates(s)
1,2-Dichloroethane-d4 90.6 73-130 % 04/19/2005 20:36
Toluene-d8 94.2 81-114 % 04/19/2005 20:36

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 12
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Submission: 2005-04-0153

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

Jackson

5900 Hollis Street, Ste. A

Emeryville,

CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 04/05/2005 16:11

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/14-4C.69

LCS 2005/04/14-4C.69-033 Extracted: 04/14/2005 Analyzed: 04/14/2005 18:33
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 21.8 25 87.2 65-165( 20

Benzene 23.8 25 95.2 69-129| 20

Toluene 24.9 25 99.6 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 379 500 75.8 73-130

Toluene-d8 431 500 86.2 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/22/2005 15:20

Page 8 of 12



SEVERN

TRENT

Easm O 1 L

Submission: 2005-04-0153

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 04/05/2005 16:11

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/04/19-2C.68

LCS 2005/04/19-2C.68-001 Extracted: 04/19/2005 Analyzed: 04/19/2005 19:42
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 23.2 25 92.8 65-165| 20

Benzene 22.7 25 90.8 69-129| 20

Toluene 26.0 25 104.0 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 391 500 78.2 73-130

Toluene-d8 488 500 97.6 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/22/2005 15:20
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S TI Submission: 2005-04-0153

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170
Project: 247-0989-003 Received: 04/05/2005 16:11
98995885
Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/14-4C.69
MS/MSD Lab ID: 2005-04-0152 - 003
MS: 2005/04/14-4C.69-043 Extracted: 04/14/2005 Analyzed: 04/14/2005 19:43
Dilution: 1.00
MSD: 2005/04/14-4C.69-003 Extracted: 04/14/2005 Analyzed: 04/14/2005 20:03
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 25.2 26.9 ND 25 100.8 | 107.6 | 6.5 65-165 20
Benzene 24.5 28.4 ND 25 98.0 |113.6 | 14.7 |69-129 20
Toluene 25.2 28.5 ND 25 100.8 | 114.0 | 12.3 |70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 415 414 500 |[83.0 |82.8 73-130
Toluene-d8 435 443 500 |87.0 |88.6 81-114

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 12
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Submission: 2005-04-0153

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 04/05/2005 16:11

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 82608

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/04/19-2C.68
MS/MSD Lab ID: 2005-04-0512 - 001
MS: 2005/04/19-2C.68-054 Extracted: 04/19/2005 Analyzed: 04/19/2005 20:54
Dilution: 1.00
MSD: 2005/04/19-2C.68-012 Extracted: 04/19/2005 Analyzed: 04/19/2005 21:12
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 25.7 27.0 ND 25 102.8 |1 108.0 | 4.9 65-165 20
Benzene 22.9 23.0 ND 25 916 |920 |04 69-129 20
Toluene 26.1 26.0 ND 25 104.4 1 104.0 |04 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 457 456 500 |[91.4 [91.2 73-130
Toluene-d8 500 493 500 |100.0 |98.6 81-114

Severn Trent Laboratories, Inc.
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

04/22/2005 15:20
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S TI Submission: 2005-04-0153

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 04/05/2005 16:11
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Sample Comment
Lab ID: 2005-04-0153 -1

Siloxane peaks were found in the sample which are not believed to be gasoline related. If
they were to be quantified as gasoline, the concentration would be 66 ug/L.
Lab ID: 2005-04-0153 -2

Siloxane peaks were found in the sample which are not believed to be gasoline related. If
they were to be quantified as gasoline, the concentration would be 55 ug/L.
Lab ID: 2005-04-0153 -3

Siloxane peaks were found in the sample which are not believed to be gasoline related. If
they were to be quantified as gasoline, the concentration would be 60 ug/L.

Analysis Flag
L2

Reporting limits were raised due to high level of analyte present
in the sample.

Result Flag
Q6

The concentration reported reflect(s) individual or discrete unidentified
peaks not matching a typical fuel pattern.

Severn Trent Laboratories, Inc. 04/22/2005 15:20

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 12
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